Date Printed: Dec B, {938
Time Printed: 11:15:41 AM

LINEDATA.QRFP

Line Number:
Work Order:

Description:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Page: 1
Date Approved: Dec 2, 1989

1452 Status:
Work Order Date:

Racard
KV Ratlng: 138.0
wWOOD RIVER P.S. - VENICE P.5. {U.E.) - 138KV LINE 14

1452 1452 1452 1452

Runs From; WOOD RIVER P.S. TWR, 25 TWR. 35A TWR. 47
Runs To: TWR, 25 TWR. 35A TWR, 47 TWR, 111
Structure # - First: 1A 26 36 48
Structure ¥ - Last: 25 35A 47 111
Number of Structures: 27 : H 12 64
Distance In Miles: .22 1.14 1.66 7.65
Structure Configuration: BLAW KNOX (13 #4 BLAW KNOX (2) #5 BLAW KNCOX (3) #4 2WC CL1 &3(4)
Date in Service: 05/07/1954 05/0771954 05/07/1954 05/07/1954
Sarvice Areq: GRANITE CITY GRANITE CITY GRANITE CITY GRANINE CITY
Conductor - Size: 1272 ACSR 45/7 1272 ACSR 45/7 1272 ACSR 45/7 1272 ACSR 45/7
Conductor - Tenslon: 13000 13000 13000 14160
Conductor - Temperature °C; 93 Q3 93 93
Conductor - Clearance Date: 10/17/1975 16/17/1975 10/17/1975 10/17/1975
Conductor - Date In Service: 03/10/1964 03/10/1954 04/26/1968 0472611968
Shield Wire - Size: "5/16™ STEEL" #3 "5716™ STEEL" “5/16* STEEL* "5/16™ STEEL"
Shield Wire - Tenslon: 0 8] 0 4]
Shietd Wire - Date In Service: #3 05/07/1954 a5/07/1954 05/07/1954
Ruling Span - Feet: 700 700 700 700
Insulator Tangent No. MFR. & cat no.: 10 -PINCO L1060 B-PINCO L1050 10 -PINCO L1040 § -PINCO L1060
Insulator Tongent ANSI rating (LBS): 15000 15000 15000 15000
Insuiator Dead-End No. MFR, & cat no  24-PINCOLISOD  #2 24 -PINCO L1500 #2 24-PINCO L1500  #2 20-PINCOLISOO #2
Insulator Dead-End ANS! rating (LBS): 25000 .o 25000 25000 25000
CQwning Company:
Footnotes: #1 UE 34 KV LINE ON TWRS. 12 THRU 24, L3474 ON TWRS, 13 THRU 19.

42 TWO INSULATOR STRINGS PER PHASE. '

#3 5/16" STEEL C, EHS 7 ON WEST INSTALLED 5/7/54 AND 3/8" STEEL C, EHS 7 ON EAST INSTALLED 12/3/58. 7#7 AW 2000# MT.UHL.C. STR. 1A

TO P.S. INSTALLED 11/11/09 & 7#7 AW 4000# TWR. 1 TO TWR. 1A,

#4 AE-1506-84,28-1 AND AE-1506-84,29-1. FILE NUMBER 882-422,

#5 STR. 35 & 35A ARE CONFIGURATION (1). AE-1506-84,28-1 AND AE-1506-84.29-1. FILE NUMBER 882-422.

#6 110 DEGREES C FROM GRANITE CITY 23R0D ST. TO MADISON IND, SUB. (10/17/75), 125 DEGREES C FROM MADISON IND. SUB. TO VEMNICE P.S. (9/13/79).

47 ALSO 5000 LBS, . '

#a CONDUCTOR IS 1272 ACSR 45/7 BETWEEN TWR. 12 IN L1452A AND MADISON IND. 5UB.

o FILE B82-200. A

10 CIRCUNT 1452 ON TWR. 1 AND TWR. 15,




Data Ptinted: Deac 8, 1999
Time Printed: 11:15:42 AM
LINEDATA.QRP

Line Number: 1452

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work QOrder Date:

1452
GRANITE CITY 23RD STREET #205

Work QOrder: .
Description: WOOD RIVER P.S. - VENICE P.S_ (UE)) - 138KV LINE 14
1
1452
Runs From: WR N
Runs To: G.C. 2310, 57.5U8,

Structure # - First:

Structure # - Last:

Number of Structures:

Distance in Mies:

Structure Configuration:

Date in Service:

Serwvice Arec:

Conductor - Size:

Conductor - Tension:

Conductor - Temperature °C:
Conductor - Clearance Date:
Conductor - Date in Service:

Shiekd Wite - Size:

Shietd Wire - Tension:

Shield Wire - Date In Service:

Ruling Span - Faet:

Insulator Tangent No. MFR. & cat no.:
Insulatar Tangent ANSI rating (LBS):
insulator Deod-End No. MFR, & cat no
Insulator Dead-End ANSI rating (LBS):
Qwning Company:

Foolnotes:

112

13

2

0.28

ZWCCLT &35
0172771966
GRANITE CITY
1272 ACSR 45/7
13000

93

10/17/1975
017271966

“3/8" EHS. AL
5513

01/27/1966

700

10 -PINCO L1040
15000
20-PINCOLIS00  #2
25000

SIR. 12, L1452A

4
0.20
I WC CL) (8)
C1/27/1966
GRANITE CITY
795 SAC 37 #8
6600 #7
0 #

#5
09/25/1960
37 CWEHS
0
08/30/1956
300
10 -PINCO L1060
15000
16 - PFINCO 11060
15000

Status:
KV Rating:

1452
MADISON INDUSTRIAL #1867
VENICE P.S.

32
3.35
AMER. BRIDGE (6) #9
01/01/1925
GRANHE CITY
795 5AC 37 #8
6600
G #5

#6
09/25/1960
AT CWEHS -
0
08/30/1956
600
10 -PINCO L1060
15000
10- PINCO L1060
15000

Page: 2
Data Approved: Dec 2, 1999

Record
138.0

14524

TWR. 1, L1452A
TWR. 15 -

|

15

15

224

BLAW KNOX (7)
04/24/1974
GRANITE CITY
1272 ACSR 45/7
13000

125
10/17/1975
04/24/1674
787 AW

6600
04/24/1974
1100
10-143756
15000 #2
24143775
25000




Date Printed: Dec 8, 1999
Time Printed: 11:15:42 AM
LINEDATA.QRP

ILLINCIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Page: 3
Date Approved: Dec 2, 1999

Line Number: 1452 Status: Recard
Work Order: Work Order Date: KV Rating: 138.0
Description: wOQOD RIVER P.S. - VENICE P.S. {U.E.} - 138KV LINE 14
]
1452A

Runs From; TWR. 15

Runs To! STALLINGS SUB

Structure # - Flrst: 16

Structure # - Last: 53

Numbert of Structures: 38

Distance in Miles: 4.58

Structure Configuration: 2WCCL &3(4)

Date In Service: 05/07/1954

Service Areq: GRANITE CITY

Conductor - Size: 1272 ACSR 45/7

Conductor - Tension: 14160

Conductor - Temperature °C: 125

Conductor - Clearance Date: 10/1711975

Conductor - Date in Service: 02/16/1973

Shield Wira - Size: "5/ 16" STEEL"

Shield Wire - Tension: 0

Shield Wire - Date in Service: 05/07/1954

Rufing Spon - Faet: 700

Insutator Tangent No, MFR. & catno,: 8 -143756

Insulator Tangent ANSE rating (LBS): 15000

Insutator Dead-End No. MFR. & cat no 16 - 143775 #2
Insulctor Dead-End ANSI rating (LBS): 25000

Owning Company:

Footnotes:
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Date Printed: 8/5/08 ILLINOIS POWER COMPANY Page: 1
Tims Printed: 10:24:23 AM ON-LINE LINE DATA SHEET System Date Approved: 8/5/98
LINEDATA.QRP Line Data Sheet
Line Number: 1456 Record
Work Order: Work Crder Date: 138.0
Description: WOOD RIVER POWER STA. - STALLINGS - 138KV LINE - 145
]
1454 1456 1454 1456
uns from: WOOD RIVERP.S. STR. 8A STR. 10 STR. 14
uns To: TWR. BA SR, 10 STR. 14 SiR. 29
macture # - Flest: 1 9 1 15
'ructure # - Last: 8A 10 14 29
umber of Structures: 10 2 5 15
istance In Mites: 1.24 0.22 0.54 229 _
hucture Configuration: BLAW KNOX (1) 43 BLAW KNOX (2} #5 CEAP ST. POLES (5) #6 BLAW KNOX {1} #1
ate in Service: 037271950 03/27/1950 03/01/1985 03/221950 #7
arvice Area: GRANITE CITY GRANITE CITY GRANITE CiTY GRANITE CITY
onductor - Size: 1272 ACSR 45/7 4] 477 ACSR 3077 477 ACSR 3047 477 ACSR 3017
‘onductor - Tenslon: 13000 2000 9000 @000
.onductor - Temperature *C: 150 125 125 125
onducter - Clearance Date: 10/121975 101171975 03/01/1985 10/172/1975
:ongductor - Dote In Service: 01/0B/1965 03/27/1950 03/27/1950 03/27/1950
nield Wire - Size:; AT EHS. CW IMTEHS. CW 7 X 120 AW 347 EHS CW
hlald Wire - Tersion: 0 3900 3900 3900
hleld Wire - Date In Service: 03/27/1950 03/271950 03/01/1984 03/27/1950
ullng Span - Feet: 700 0O #4 800 #4 0 #4
wsulator Tangent No. MR, & caf no.: 10 -PINCO Li500 12 -PINCO L1040 10 -143756 10 -143756
wsulator Tongant ANSI rating (LBS): 15000 15000 15000 15000
wsulator Dead-End No. MFR. & catne  12-PINCO L1500 #2 13 - FINCO L1060 10-143775 13 - PINCO L1040
wulator Dead-End ANSIrating (LBS): 25000 15000 15000 15000
Jwming Company:
‘ootnotes: #1 WOOD RIVER P.8, TO STR. #1 CONDUCTOR IS 2156 ACSR 84/19, SHIELD WIRE IS 2 - 347 CW, EHS, IN SERVICE 6/19/64.
STATION DEADENDS (WOOD RIVER, STALLINGS} 13-PINCO L1060 DOUBLE STRING. SOME NGK, CA 5256MR.
k] FILE NUMBER P55420.
#4 S.W. HAS A 825' R.S, BET.
#5 STR. 8A PROPERTY OF UNION ELECTRIC CO. (883.3}
#6 SEE DRWQ. CE-1436-84.31-.
#7 FILE NUMBER CE-S-84,5.2.7 5-8.
#8 STR. 28 TO COTTAGE HILLS SUB. CLEARED FOR 125 DEGREES CELCIUS OPERATION 9/12/79; COTTAGE HILLS TO WANDA, CLEARED FOR 93 DEQREES CELCIUS
CPERATION 10/17/75.
#9 8TR. 26-29 WERE INSTALLED 11/20/51.
#10 STATION DEADENDS (WOOQD RIVER, STALLINGS) 13-PINCO L1060 DOUBLE STRING.




Date Printed: 8/5/68
Time Printad: 10:24:23 AM
LINEDATA.QRP

Line Number: 1456

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheeat

Work Order: Work Order Date:
Description: WOOD RIVER POWER STA. - STALLINGS - 138KV LINE - 145
1456 1456

duns From: TWR, 29 COTTAGE HILLS
wns To: COTAGE HILLS WANDA SUB.
shructure # - Firsh: 30 azAa
structure # - Last: 34 83
surnber of Structures: 8 47
Jistance In Miles: 050 5.63
structure Configuration: ZWCCLI &3(D) 2WCCL1&3(2)
Date In Service: 03/01/1950 03/01/1950
iervice Areq; RIVER BEND #9 RIVER BEND
~onductor - Size: 477 ACSR 30/7 477 ACSR 20/7
Zonductor - Tenslon: 2000 9000
Zonductor - Temperature *C: 125 #8 93
~onductor - Claarance Date: 01/01/1979 48 01/01/197%
Zonductor - Date In Service: 03/27/1950 03/27111950
shield Wire - Size: ATEHS. CW M7 EHS. CW
shield Wire - Tenslon: 0 0
shield Wire - Date in Service: 03/271950 0372711950
Wwling Span - Fest: 660 660
nsulator Tangent No. MFR. & catno.: 8 -PINCO L1060 8 -PINCO L1060
nsulator Tangent ANSI rating (LBS): 15000 15000
rsulotor Dead-End No, MFR. & cat no 13 - FINCO L1060 13 - PINCO L1060
nsulator Dead-End ANStrating (LBSy: 15000 15000

2wring Company:

Footnotes:

1456

WARNDA SUB.
TWR, 339

83

339

52

6.01
2WCCL1&3 (D)
03/01/1950
GRANITE CITY
477 ACSR 30/7
Q000

125

05/28/1998
03/27/1950

3T EHS CW
0

03/27/1950
660

8 -PINCO L1060
15000

13 - PINCO L1060
15000

Page: 2
Date Approved: 8/5/98

Racord
138.0

1456

TWR. 339 14551
TWR. 336 L4551
239

336

4

0.5¢

AMER. BRIDGE (3) #7
NAHA2N973
GRANITE CITY
113 ACSR 54119
16080

125

10/¥711975
11/12/1973

747 AW

6600

1171211973

1050

10 -PINCO L1050
15000

12- OB 47410
25000




Date Printad: 8/5/88
Time Printed: 10:24:24 AM
LINEDATA.QRF

Line Number: 1456

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order: Work Order Date:
Description: WOOD RIVER POWER STA. - STALLINGS - 138KV LINE - 145
]
1456 1456
'uns From: TWR. 336, L4551 STR. BA #5
'uns To: STALLINGS SUB LA CLEDE STEEL
tructure # - Firsh: 406A BA
tructure # - Last; 412
lumber of Structures: 7 0
Mstance in Mies: 0.42 1.00
tructure Configuration: 1TWC CL(4) 0
yate in Service: 01/01/1679
arvice Areq. GRANITE CITY GRANITE CITY
Jonductor - Slze: 1272 ACSR 45/7 0
sonductof - Tenslon: 2000 0
>onductor - Temperature °C: 125 0
sonductor - Clearaonce Date: 05/28/1998
>onducteor - Date In Service: 01/011979
hleld Wire - Size! s AW 0
hleid Wire - Terslon: 3000 0
hielct Wire - Date in Service: Ql/0l/1979
wling Span - Feet; 00 0
wulator Tangent No. MFR. & cot no.:  8-143756 0-
wulator Tangerd ANSI rating (LBS): 15000 0
wsulator Dead-End No. MFR. & cat no 26 - PINCO 11060 #10 0-
ssulator Dead-End  ANSH rating (LBS): 15000 0
UNION ELECTRIC COMPANY

Jwning Company:

‘octnotes:

Page: 3
Date Approved: 8/5/98

4

Status: Record
KV Rating: 138.0
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Date Printed: Mar 28, 2002
Time Printed: 3:29:34 PM
LINEDATA.QRF

Line Number: 1462
Work Order: )
Description:

Runs From:

Runs To:

Structure # - First:

Structure # - Last;

Number of Struciures:

Distanca in Miles:

Structure Configuration:

Date in Service: '

Service Area:

Conduclar - Size:

Conductor - Tension:

Conductor - Temperature *C:
Caonductor - Clearance Date:
Conductor - Date in Service:

Shield Wire - Size:

Shiald Wire - Tension:

Shield Wire - Date in Service:

Ruting Span - Feet:

Insulator Tangent No. MFR. & cat no.:
Insutator Tangant ANSI rating (LBS):

Insulator Dead-End No. MFR. & cat no.:
Insulator Dead-End ANSI rating {LBS):

Owning Company:

Foolnotes:; #1

1462
DECATUR RT. 51 SUB.
STR. 92

1.43 :
1TWCCLI1(182)

DECATUR

1272 ACSR 4517
6000

125

11631975
09/15/1969
336.4 ACSR 181
0

07/22/1959

250

8 -143756
15000

8 - 143756
15000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

DECATUR RT. 51 - NORTH PANA - 138KV LINE - 1462

6.25
2WCCL183(3)
07/24/1959
DECATUR

1272 ACSR 4577
14160

125

11/0301975
09/15/1969

“3/8™ C, STEEL 7"
5513

07/22/11959

660

8-143756

15000

8- 143775

25000

STRS. 245 & 286 ARE GUYED STEEL LONGITUDIAL RESTRAINT STRUCTURES (STORM STRS.)

1462
STR. 144

NORTH PANA SUB.

145

339 #1

195

24.23
2WGCCL183(3)
07/281949
BECATUR

1272 ACSR 48/7
14160

125

11/63/1875
02/11/1965

767 AW

5786
03/29/1985

660

8-143756
15000
8-143775
25000

Page: 1
Data Approved: Mar 28, 2002

Record
138.0

14624

STR. 92, L1462
STR. 20

» ‘

20

20

128

1 WG CL H2 (5)
072611974
DECATUR

795 ACSR 4517
6000

125
07/26/1974
07/2611974

477 SAC 19
4045
07/2611974
350

8-143758
15000

8- 143756
15000




Date Printed: Mar 28, 2002
Time Printed; 3:29:34 PM
LINEDATA.QRP

Line Number: 1462

{LLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order: Work Order Date:
Description: DECATUR RT. 51 - NORTH PANA - 138KV LINE - 1462

1462A 1462A
Runs From: STR. 20 STR. 35
Runs To: 8TR. 35 STR. 56A
Structure # - First: 21 36
Structure # - Last: 35 56A
Number of Structures: 15 24
Distance in Miles: 0.93 1.41
Structure Configuration: 1 WC CL H2 (6) 1WC CLH2 (5)
Gata in Service: 07/26/1974 07/261974
Service Area: DECATUR DECATUR
Conductor - Size: 795 ACSR 4517 795 ACSR 4517
Conducter - Tension: 6000 6000
Conducior - Temperature “C: 125 125
Conductor - Clearance Date: 0712611974 07/2611974
Conductor - Date in Service: 07/26/1974 0712611974
Shield Wire - Size: 477 SAC 19 477 SAC 19
Shield Wire - Tension: 4045 4045
Shield Wire - Date in Service: 0772611974 07/26/1974
Ruling Span - Feet: 350 250
Insulater Tangent No. MFR. & cat no.: 8-143756 8 -143758
Insulator Tangent ANSH rating (LBS): 15000 15000
Insulator Dead-End No. MFR. & catno.. 8- 143756 8 - 143756
Insulator Bead-End ANSI rating (LBS): 15000 15000

Qwning Company:

Fooinotes:

0.81

1 WC CL H2 (5)
11/24/1980
DECATUR
795 ACSR 4577
6000

125
11/24/1980
11/24/1980
346 AW

3000
11/24/1980
300

8 -143756
15000

B - 143756
15000

Status:
KV Rating:

Page: 2
Date Approved: Mar 28, 2002

Record
138.0
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Date Printed: Qct 25, 2001
Time Printed: £:47:13 AM
LINEDATA.QRP

Line Number: 1466
Work Order:
Description:

Runs From:

Runs To:

Structure # « First:

Structure # - Last:

Number of Structures:

Dislance in Miles:

Structure Configuration:

Dale in Service:

Service Area:

Conductor - Size;

Conductor - Tension:

Conductor - Temperature *C:
Conductor - Clearance Date:
Conductor - Date In Sarvice:

Shield Wire - Size:

Shield Wira - Tenslon:

Shield Wire - Date in Service:

Ruling Span - Feel:

Insulator Tangent No, MFR. & cat no.:
Insulator Tangent ANSI rating (LBS):

Instiator Dead-End No. MFR. & cat no.:
Insulator Dead-End ANSI rating (LBS):

Owning Company:

Foolnotes:

1466

N. PANA SUB.
MIDWAY SUB.
0

280

284

33.80
2ZWCCL1&3
112011951
HILLSBORO
477 ACSR 3077
9000

125
10171975
117201951
"5/16"™ STEEL"
4480
1172071951
640

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

NORTH PANA - MIDWAY - 138KV LINE - 1466

10 -PINCO L1060

15000

20 - PINCO L1080

15000

Status:
KV Rating:

Page: 1
Date Approved: Oct 25, 2001

Record
138.0
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Data Printed: 7/15/98
Time Printed: 10:56:25 AM
LINEDATA.QRP

Line Numbar: 1472

Owning Company:

Footnotes:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET Systam
Line Data Sheet

Work Order: Work Order Date:
Dascription: E. COLLINSVILLE - BELLEVILLE TURKEY HILL 138KV LINE
1472 1472
Runs From: E. BELLEVILLE SR, 191
Runs To: SR, 191 TURKEY HILL 518,
- Shucture # - First: 157 192
Structure # - Last: 191 195
Number of Structures: a5 4
Distonce In Miles: 4.49 0.43
Structure Configuration: 2WCCLI &3 2DFCL1 (D)
Date in Service: 1012711969
Service Areq: BELLEVILLE BELLEVILLE
Conductor - Size: 1272 ACSR 45/7 1272 ACSR 4517
Conductor - Tension: 14140 13000
Conductor - Tamperature °C: 23 125
Conductor - Clearance Date: 11/18/1975 11/18/1975
Conductor - Dote In Service: 06/08/1973 10/27 /1969
Shiald Whe - Slze: KT EHS.CW 7X.120 AW
Shlakd Wire - Tenston; 3900 4397
Shield Wire - Date In Service: 10/G5/1949 10/27/1969
Ruting 3pon - Feet: 650 650
Insulator Tangent No. MFR. & cotno.: 8 -FINCO L1060 B -143756
insulotor Tangent ANSI raling (LBS): 15000 15000 .
Insulator Deod-End No, MER. & catno  16- 143775 16- 143775
Insulator Dead-End ANS! ralng (LBS): 25000 26000

Status:
KV Rating:

Page: 1
Date Approved:

Record
138.0
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Oale Printed: Jan 3, 2002
Time Printead: 11:01:10 AM
LINEDATA QRP

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Page:
Date Approved:

Line Number: 1476 Status: Record
Work Order: Work Order Date: KV Rating: 138.0
Description: NO. COULTERVILLE - STEELEVILLE 138 KV LINE 1475
1476 ! 1476
Runs From: N. COULTERVILLE SUB. TILDEN SUB., STR. 38
Runs To: TILDEN SUB,, STR. 38 STEELEVILLE 5UB.
Structure # - First: 1 333
Structure # - Last; 38 447
Number of Structures: 38 117
Distance in Miles: 4,42 13.08
Structure Configuration: 2DFCL1&3(0) 2ZWCCL1&3(2)
Date in Service: 03/011970 01/69/1958
Service Area: SPARTA SPARTA
Conduclor - Size: 477 ACSR 30/7 477 ACSR 3017
Conducter - Tension: 8000 9000
Conductor - Temperature *C: 125 93 #1
Conductor - Clearance Date: 03/01/1970 01/19/1868
Conduclor - Data in Service: 03/011970 01/69/1958
Shield Wire - Size: 7X.120 AW "sMg™ STEEL"
Shield Wire - Tension; 4235 4489
Shield Wire - Date in Service: 03/01/1970 01/09/1958
Ruling Span - Feel: 700 640
Insulator Tangent No. MFR. & cat no.: 8 -PINCO L1050 10 -PINCO L1060
tnsulator Tangent ANSI rating {LBS): 15000 15000
Insulator Dead-End No, MFR. & ¢catno.: 8- PINCO L1500 10 - PINCO L1500
Insulator Dead-End ANSI rating (LBS): 25000 25000

Owning Company.

1
Jan 3, 2002

Footnotes: #1 MAX OPERATING TEMP, FROM S5TR. 333 TO 381 - 125 DEGREES - DATE CLEARED 11.18-75.

#2 RECLAIMED WIRE-PURCHASE & INSTALLED BETWEEN 1948 & 1951.
#3 SOME NGK CA 515MC., . :
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14 L6682 UNDERBUILT ON STR. 140.

Date Printed: Jan 11, 2000 ILLINQIS POWER COMPANY
Time Printed; 3:20:16 PM ON-LINE LINE DATA SHEET SYSTEM
LINEDATA.QRP Line Data Sheet
Line Number: 1482
Work Order: Work Order Date:
Description: BELLEVILLE TURKEY HILL - ASHLEY - 138KV LINE - 1482
1482 1482
Runs From: TURKEY HILL SUB. S BI04
Runs To: STR. B104 STR, 168
Structure ¥ - First: B108 20
Structure # - Losh: B104 168
Number of Structures: 5 149
Distance In Mites: 0.26 17.74
Structure Configuration: 1TWCCLI(B) ZWCCLY &AM
Data In Service: 1272071969 10/05/194%
Service Areq; BELLEVILLE BELLEVILLE
Conductor - Size: 477 ACSR 30/7 477 ACSR 30/7
Conductor - Tenslon: 2000 9000
Conductor - Temparature °C: 125 125
Conductor - Clecrance Date: 1171811975 11/18/1975
Conductor - Date in Service: 1272071969 12/03/1949
Shietd Wire - Size: 7X.120 AW "5/16" STEEL"
Shield Wire - Tension: 2000 5600
Shisld Wire - Date In Service: 12/20/1969 12/03/1949
Rufing Spon - Feat: 175 640
“Insulator Tangent No, MFR. & catno.: 10 -143756 10-PINCO L1040
Insulator Tangent ANS! rating (LBS): 15000 15000
Insulator Deod-End No. MFR, & catno  10- 143756 10- PINCO L1060 #2
Insutator Dead-End ANSI rating (LBS): 15000 15000
Owning Company:
Footnotes; #1 L4521 ON STRUCTURE B104 & 8105 ONLY - 0.09 MILES,
42 STATION DEADENDS USE 20 INSULATORS - 2 STRING PER PHASE.
#3 R.S. = 700" FOR STR. 1 THRU 28, R.S. = 650' FOR STR. 28 THRU 25,

Paga: 1

Date Approvad: Jan 6, 2000

Status: Record
KV Rating:  138.0

1482

STR. 168

ASHLEY SUB.

1469

38t

213

25.57

2WCCLY &3(1)
10/05/1949

MT. VERNON
477 ACSR 30/7
9000

125

1171811975
12/03/1949
"5/16™ STEEL"
5600

12/03/194%

640

10-PINCO L1060
15000
10-PINCO L1040 #3
15000
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Date Printed: 7/15/98 ’ ILLINQIS POWER COMPANY
Time Printed: 10:57:06 AM ON-LINE LINE DATA SHEET Syatem
LINEDATA.QRP Line Data Sheet

Line Number: 14886
Work Order: Work Order Date:
Deacription: ASHLEY - WEST MT. VERNON - 138KV LINE - 1486

1486
uns From: ‘ ASHLEY SUB.
wns To: W. MT. VERNON SUB,
itructure 4 - First: 1
tructure # - Lost: . 104
Jumber of Shuctures: ' 104
Jistance In Milas: 1217
itructure Configurotion: 2WCCL1&3()
Jate In Service: 09/28/1949
jervice Areq: MT. VERNON
~onductor.- Size: . 477 ACSR 2077
Zeonductor - Tenslon: o000
Zonductor - Temperature °C: 23
Sonductor - Clearance Date: 01/31/1948
Zonductor - Dote In Service: 09/28/1949
ihleld Wire - Size: "5/16™ STEEL”
hleld Wire - Tenston: 5600
hield Wire - Date In Service: 09/28/1949
wling Span - Feet: 640

nsutator Tangent No. MFR. & cat ne.t  10-PINCO L1060
nsulator Tangent ANSI rating (LBS): 15000

nsutator Dead-End No, MFR. & catne  10-PINCO L1050 X 2
nsutator Deod-End ANSIraling (LBS): 15000

Jwning Company: :

‘ootnotes:

Status:
KV Rating:

Page: 1
Date Approved:

Racord
138.0
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Dale Printed: Jan 12, 2001
Time Printed: 11:11:40 AM
LINEDATA.QRP

Line Number: 1492

ILLINGIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Lina Data Sheet

Page: 1
Date Approved: Dec 27, 2000

Record
Waork Order: Work Order Date: 138.0
Description: U.E. CAHOKIA P.S.-BELLEVILLE TURKEY HILL 345KV LINE
]
1492 1492 1492 1492A
Runs From: TURKEY HILL SUB, TWR. 170, L4511 TWR. 185, L4511 TWR. 185, L1492
Runs To: TWR. 170, L4511 TWR. 185, L4511 CAHOKIA P.S. CENTERVILLE
Structure # - First: 1A 170 4 5
Structure # - Last: 117 185 1 56
Number of Structures: 118 16 4 #5 49
Distance in Miles: 15.98 2.75 0.16 5.83
Struclure Configuration: ZDFEAWCCL1&3(1) AMER, BRIDGE (2) #3 0 WALTER BATES (3) #6
Date in Service: 10/01/1969 07/071970 01/01/1926
Service Area: BELLEVILLE BELLEVILLE BELLEVILLE BELLEVILLE
Conductor - Size: 2156 ACSR B4/19 1113 ACSR 54410 2156 ACSR B4119 477 ACSR 30/7
Conductor - Tension: 21000 16080 600 8000
Conductor - Temperature *C: 125 125 125 125
Conductor - Clearance Date: 07/0711970 07/07/1970 Q7/07/1970 1142111969
Conductor - Date in Service: 07/071970 070771970 07/0711870 07/21/1950
Shield Wire - Siza: T X 120 AW TH6 CW EHS 7X.120 AW *5/16" STEEL"
Shield Wire - Tension: 14690 8140 300 5600
Shield Wira - Date in Service: Q71970 06/01/1970 072111950
Ruling Span - Feet: 750 1000 140 #4 660
Insutatlor Tangent No. MFR. & cat no.: 8-143756 #2 18 -143756 0- 10 -PINCO L1060
Insufator Tangent ANSI rating (LBS}): 15000 15000 v 15000
Insulator Dead-End No. MFR. & catno.: 36- 143775 #1 20 - 143780 12 - PINCO L1060 20-PINCO L1060 #1
Insutator Dead-End ANSI rating (LBS): 25000 36000 15000 15000
Owning Company:
Footnotes: #14 TWO INSULATOR STRINGS PER PHASE.
#2 345 KV CONST. WITH 8 INSULATORS PER PHASE, ALL ANGLE STRS. HAVE 18 INSULATORS PER PHASE.
#3 FILE NUMBER CE-S-84,5.2.7.1-2.
#4 SPANS VARY BETWEEN 140" TO 185"
#5 AMEREN OWNS 4 DOUBLE CKT. TOWERS (0.12 Mi} AND [P OWNS WIRE BETWEEN TWR. 185 AND CAHOKIA P.S. THE TOWERS SUPPORT AMEREN CAHOKIA BUCK
KNOB 138 KV WHOSE CONDUCTOR 1S 954 MCM.
#s REPLACE BATES TWRS. (STR. 13 & 14) W/BLAW KNOX TWR. W.0. 25976, SEE DWG, PYZU 13E. TWR. 6, 7, 22 THRU 29 ARE RITTER CONLEY. (BATES)

TWR. MODIFIED FOR 138 KV OPERATION, SEE HUGHES BROS. DWG. C2216-A & E IPC B82-801A & 602.
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Date Printed: Dec B, 1999
Time Printad:  11:18:30 AM
LINEDATA.QRP

Line Number: 1502

Status:
Work Order: Work Order Date: KV Rating:
Description: WOOD RIVER P.S. - ROXFORD {U.E.} - 138KV LINE 1502

1502 1502 1502
Runs From: WOOD RIVER P.S. STR. 19 SR, 25
Runs To: STR, 19 SIR, 25 ROXFORD SUB.
Shucture # - First: 1A 20 26
Structure # - Lasth: 19 25 35A
Number of Structures: 210 & 1
Distance In Miles: 2.60 0.62 1.14
Structure Configuration: BLAW KNOX (1) #2 BLAW KNOX (1) #2 BLAW KNOX (2) #4
Date in Service: 05/07/1954 05/07/1954 05/07/1954
Service Area: GRANITE CITY GRANITE CITY GRANITE CITY
Conductor - Size: 795 ACSR 4547 795 ACSR 45/7 795 ACSR 45/7
Conductor - Tension; Q000 Q000 9000
Conductor - Temperature °C: 125 125 125
Conductor - Clearance Date: 05/20/1948 05/20/19568 05/20/1968
Conductor - Date in Service: 12/03/1958 07/19/1962 07119119462
Shield Wire - Size: "3/8™ C, STEEL 7" #1 #3 "516™ STEEL" -
Shield Wite - Tension: 5513 D #3 3000
Shleld Wire - Date in Service: 12/03/1958 #3 05/07/1954
Ruling Span - Feet: 700 700 700
insulator Tangent No. MFR, & catno: 10 -PINCO L1060 10 -PINCO L1060 8 -PINCO L1060
Insutator Tangent ANSI rating (LBS): 15000 15000 15000
Insulator Dead-End No. MFR. & catno  10- PINCO L1060 10 - PINCO L1060 B - PINCO L1060
Insufator Dead-End  ANSf rafing (LBS): 15000 15000 15000

Owning Compony:

Footnotes: #1

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

#2
#3
#4

747 AW 2000# M.T.UH.L.C. TWR. 1ATO P.5. INSTALLED 11/11/89 & 7#7 AW 40004 TWR, 1 TO TWR. 1A
TWR. FILE NO. P16373 (882-422),

5/16° EHS ST. (WEST) 30008 MTUH.LC,, lNSTALLED 577154, 3/8" EHS ST. (EAST) 55134 M.T.U.H.L.C. INSTALLED 12/3/58.
TWR. FILE NO. P73417 (882-423).

Page: 1
Date Approved: Dec 8, 1999

Reacord
138.0




ILLINCIS POWER cOM LINE DAVA SHEET == = e e
L]
’ R CONF IGURATITON
. 9" $0°29"

| |

\] - :

f nog

?H"-"' ”'.g"'I-...-.—
o = " -
P.0.8. a @
WOOD RIVER L T~ 7€
. PONER STATION . yw 0 SEly
E A T 0 -gm W=
I} TR

?

i no3

\ LALE (L L -

LDOXING TOWARD WQOD RIVER
[RR)
L4551
L1506
2
ROXFORD SUB.
tU.E. D
(4,01}
\__SIR 70
t3.61)
PREL IMINARY FINAL X PREPARED " APPROVED ®OOD RIVER PWR.STA. - ROXFORG SUB IU.E.CO.) LINE 1506
- TE 5-84 - PR AE-LDATA-BY. 3-1508 REV. )
DATED 9-
R SHEET 1 OF 2 =TT
{L\ PLDY




Date Printed: 7/15/98
Time Printed: 11:04:00 AM
LINEDATA.QRP .

Line Number: 1508
Work Order:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

Description: WOOD RIVER P.S. - ROXFORD (U.E.) - 138KV LINE 1506

Runs From:

Runs To:

Steucture # - First:

Structure # - Lash:

Number of Structures:

Distance In Miles:

Structure Condiguratior:

Date In Service:

Service Arec:

Conductor - Size:

Conductor - Tenslon:

Conductor - Temperature *C:
Conductor - Clearance Date:
Conductor - Date In Service:

Shield Wire - Size:

Shleld Wire - Tenslon:

Shleld Wire - Date In Service:

Ruling Span - Feet:

Insulator Tangent No. MFR. & cat no.:
Insulator Tongent ANSI rating (LBS):

i
1506
WOOD RIVER P.5.
SIR. 20
1A #3
20
21 &4
.61
BETHLEHEM (1) #2
06171964
GRANITE CITY
2156 ACSR 84/19
19500
125
06/17/1964
07/04/1967
"1/2" EH.S, STEEL 7"
Q000 . :
067171964
1000
20 -PINCO L1060
16000

Insulator Dead-End No. MFR. & catno 40-PINCOLIS0O  #1

Insulator Dead-End  ANSI rating (LBS):
Owning Company:

Footnotes: #1

25000

TWO INSULATOR STRINGS PER PHASE.

1506

$TR. 20

STR. 35A

21 #46

35A

1

0.46 ,
1WC CL1(2)
06/17/1964
GRANITE CITY
2156 ACSR 84/19
6000 -

125

06/17/1964
06/17/1964
“3/8™ EH.5 STEEL 7 #5
5500
06/17/1964

230

8 -PINCO L1060
15000

8- PINCO L1500
25000

#2 DRAWG, #CE-S-84.5.2.7.6-1A & 1B,

L) STRUCTURE 1A 18 A 2 POLE H-FRAME,
#4 BUILT 345KV - OPERATING 138KV.

45 NO SHIELOWIRE STR. 20 TO 23,

#6 P STR. NUMBERED 21-30 THIS SECTION. STR. 35A 1S OWNED BY U.E. CO.

Status:
KV Rating:

Page: 1
Date Approved:

Record
138.0
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Date Printed: 7/15/98 ILLINGIS POWER COMPANY
Time Printed: 11:04:12 AM ON-LINE LINE DATA SHEET System
LINEDATA.CRP Line Data Shest
Line Number: 1512
Work Order: ‘ Work Order Date:
Description: HENNEPIN P.S. - SPRING BAY (C.LL.CO.) 138KV LINE 15
]
1512 1512
Runs Fram: HENNEPIN P.S, {CILCO) RICHLAND 5W, SEA.
Runs To: RICHLAND 5W, STA, STR. 293
Structure # - First: 1 21t
Structure # - Lash: 210 293
Number of Structures: 212 a4
Distance In Miles: 26.78 10.90
Structure Configuralion: 2WCCL1 &3(1) WOOD H-FRAME (4)
Date In Service: 0971271959 09/12/1959
Setvice Areq: LASALLE LASALLE )
Conductor - Size: 636 ACSR 2457 636 ACSR 24/7
Conductor - Tenslon: 9000 2000
Conductor - femperature °C: f3 23
Conductor - Clegrance Date: 06/01/1968 06/01/1968
Concdluctor - Date in Service: 09/17/1959 02/17/1959
Shield Whre - Size: "3/8"™ EM.S ALZ ST, 7" "3/8"EHS ALZ. ST 7"
Shield Wire - Tension: 5513 5513
Shield Wire - Dote In Service: 09/17/1959 0971771959
Ruling Spon - Feet: 700 700
Insutator Tangent No. MFR. & cat no.: 8 -PINCO L1060 8 -PINCC L1060
Insulator Tangent ANSI rating {LBS): 15000 . 15000
Insulator Dead-End No. MFR, & cat no 8- PINCO L1060 8- FINCO L1050
Insutator Dead-End ANSE rating (LBSY. 15000 15000

Owning Company:

Footnotas:

Status:

KV Rating:

1512
RICHLAND SW. STA,
HALLOCK SUB.

0
10.11

STEEL TWR. (3)
01/01/1971
LASALLE
927.2 ACAR
0

0

oy

0
01/011971
0

0-

0

0-

0

CENIRAL ILLNOIS LIGHT COMPANY

Page: 1
Date Approved:

Record
134.0

1512
SPRING BAY

0

10.50

WOOD H-FRAME
09/28/1959
LASALLE

636 ACSR 2477
7500

9

09/28/195%
"3/8m Cw*

o

09/28/1959

800

0-

0

0-

0

CENTRAL ILLINOIS LIGHT COMPANY




Date Printed; 7/15/88
Time Printed: 11:04:12 AM
LINEDATA.QRP

Line Number: 1512

Owning Company:

Footnotes:

Work Order:
Description: HENNEPIN P.S. - SPRING BAY (C.LL.CO.) 133KV LINE 5
(]
1512
Runs From:
Runs To: WALLACE P.5.
Structure # - First;
Structure # - Last:
" Numbar of Structures: 0
Distance in Miles: 0.70
Structure Configuration: STEEL TWNR. (5)
Dote In Service: ’ 09/28/1959
Service Areq: LASALLE
Conductor - Size: 6346 ACSR 24/7
Conductor - Tension: 7500
Conductor - Temperoture °C: 23
Conductor - Clacarance Date:
Conductor - Date In Service: 09/28/1959
Shield Wire - Size: 7T CwW
Shietd Wire - Tenslon: 0
Shield Wire - Date [n Service: 09/28/1959
Ruling Spam - Faet: 40
Insulator Tongent No. MFR. & cot no.: 0-
Insutator Tangent ANS! rating (LBS): 0
Insulator Dead-End No. MFR. & calno 0-
Insuletor Dead-End ANSIrating (LBS): O

CENTRAL ILLINOIS LIGHT COMPANY

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET Systam
Line Data Sheet

Work Order Data:

Status:

KV Rating:

Page: 2
Date Approved:

Racord
138.0




LLTROTE POWER EaM THNE BATREICE e e e w s e st mnna b ———
CONF TGURAT | ON
13-4
o 4 1 n
e R 1567
!
! DTTAWA thy
fl 141 (30.%331)
100" 100"
— :
(1 ILLINGES ‘
SOUTH DTTAWA
™~ RIVER =
121.98) 130,61 - \n
d Ve 11 -5
" 1
N " s n
ST F R N i 14 -1t W
CE TWR 412 . b 4
114,62 } — o —
— —C15 N SE Tun 336 = U oyerade e
Z6.0%) L ¥ oatr- 05
OGLESBY 2
t1d.5) b e
-1
3
¥ h/< .
= ?
P.0.8. STR 11BA 11y MARQUETTE ] -]
HENNER IN t14.46) TR TA  LISTeR—J 115,62 Y oy
114.53) o AZ 4
v
% s‘-m“l
1y
L ¥ -1p*
) '
tn
L | " .
I..s
.
. I .'
e ¥
|79 .
Y
"N e
g Y]
.
o
"N =
19t v
141
x HENNEPIN P.S5.-DCLESRY
PREL IMINARY FINAL PREPARED APPROVED - uﬁggET;E gEMENT SPUR LINE 1516 TR TIERTIT, o
DATED -84 ° v SHEET tOr 2 TR : ‘©

l‘m PLEDY

L




Date Printed: 7/15/98

ILLINOIS POWER COMPANY

Page:

1

Time Printed: 11:04:25 AM ON-LINE LINE DATA SHEET System Date Approved:
LINEDATA.QRP Line Data Sheat ‘ :
Line Number: 1516 Status: Record
Work Order: Work Order Data: KV Rating: 138.0
Dascriptlon: HENNEPIN PWR. STA. - OGLESBY - 138KV LINE - 1516
]
1516
wuns From: HENNEPIN £.5,
uns To: OGLESBY 5UB.
itructure # - First: ]
itructure # - Last: e
Jurnber of Structures; 120
Jistance In Mlles: 14.51
itructure Configuration: ZWCCLT &3
Jate In Service: 0412211959
etvice Arso: LASALLE
~onductor - Size: 795 ACSR 4577
sonductor - Tension: 2000
>onductor - Temperature °C: 93
sonductor - Clecrance Date: 05/31/1968
sonductor - Date In Service: 05/02/1959
hleld Wire - Ske: *3/8" £.H.5, STEEL"
hield Wire - Tenslon: 5513
hisld Wire - Date In Service: 05/02/1959
Wing Spon - Feeth: 700
wsulator Tangent No. MFR. & cat no.. 8 -PINCO L1060
wsulator Tangent ANSI rating (LBS): 15000
wulator Dead-End No. MFR. & catno  16- PINCO LI0&D  #1
- ssulator Dead-End ANSI rating (LBS): 15000
Jwning Company:
‘oolnotes: M1 TWQ INSULATOR STRINGS PER PHASE. .
#2 RECLAIMED CONDUCTOR USED ON L1516A. CONDUCTOR & SHEILD WIRE TENSIONS BETWEEN STR. 10 AND 13 OF L.1516A ARE §000# & 2000#, RESPECTIVELY,
AT 300' RULING SPAN, . .
#3 CONDUCTOR AND SHIELD WIRE TENSIONS BETWEEN STR. 10 AND 13 OF L1516A ARE 6000# & 2000#, RESPECTIVELY, AT 300' AULING SPAN.

#4 785 ACSR, 45/7 BETWEEN STR. 1A AND CE TWR. 412 (0.03 ML.).
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Date Printed: Aug 23, 2001

ILLINOtS POWER COMPANY Page: 1
Time Printed: 10:53:14 AM

ON-LINE LINE DATA SHEET SYSTEM Date Approved: Aug 21, 2001

LINEDATA QRP Line Data Sheet

Line Number: 1522 Status: Record

Work Order: Work Order Date: KV Rating:  138.0

Description: NORTH DECATUR - DECATUR EAST MAIN ST, 138KV LINE 152 .

I
1522 1522 1522 1522

Runs From: N. DECATUR 5UB. STR. 17 STR. 34 STR, 39
Runs To: STR. 17 STR, 34 5TR. 38 §TR. 44
Structure # - First: 1 18 35 39
Structure # - Last: 17 34 a9 44
Number of Structures: 17 17 5 5
Distance in Mites: 0.83 .84 021 0.30
Structure Configuration: 1DF&SYPCL1(B) 1DFCL1{5) 1DF & SYPCL 1 (6) 1DFCL1{D
Date in Service: 09/11/1968 09/11/1968 08/11/1968 09/11/1968
Service Area: DECATUR DECATUR DECATUR DECATUR
Conductor - Size: 1272 AAC 61 1272 AAC 61 1272 AAC 61 1272 AAC 61
Conductor - Tension: 6000 6000 6000 6000 .
Conductor - Temperature *C; 93 93 93 93
Conductor - Clearance Date: 09/11/1968 09/11/1968 09/11/1968 09/11/1968
Conductor - Date in Service: 09/11/11968 (9/11/1968 09/11/1968 09/11/1968
Shield Wire - Size: NG AW 0.551" OPGW #1 346 AW #2 346 AW #2
Shield Wire - Tension; 2890 4000 2890 ‘ 2890
Shield Wire - Date in Service: 09/11/1968 01/01/1994 09/11/1968 09/11/1968
Ruling Span - Feet: 300 300 300 300
Insulator Tangent No, MFR. & cat ho.: 8 -PINCO L1080 8 -PINCO 11060 8 -PINCO L1080 8 -PINCO L1060
Insulator Tangent ANSI rating (LBS): 15000 15000 15000 15000
Insulator Dead-End No. MFR. & catno.: 8- PINCO L1080 8 - PINCO L1060 8 -PINCO L1060 8 - PINCO L1060
Insulator Dead-End ANSI rating (LBS): 15000 15000 15000 15000

Owning Company;
Footnotes: #1 48 FIBER ADSS IS ALSO INSTALLED BETWEEN STRS. 17 AND 34,
#Z SHIELDWIRE STR. 39-44 iS5 336.4 ACSR 18/1 MAX DESIGN TENSION 37502,

#3 SIX FIBER MULTIMODE FIBER, 1986, ON SHIELDWIRE, BETWEEN STR. 34 THRU 4815 OUT OF SERVICE.




Date Prinfed: Aug 23, 2001
Time Printed: 10:53:14 AM
LINEDATA.QRP

Line Number: 1522

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order: Work Order Date:
Description: NORTH DECATUR - DECATUR EAST MAIN ST, 138KV LINE 152

1522 1522
Runs From: STR. 44 STR. 48
Runs To: STR. 48 E. MAIN ST. 5UB,
Structure # - First; 45 49
Structure # - Last: 48 53
Number of Structures: 4 4
Distance in Miles: 027 0.22
Structure Configuration; 1 STEEL POLE (2) 1DF CL1{3)
Date in Service: 0971171968 09/11/11968
Service Area; DECATUR DECATUR
Conductor - Size: 1272 AAC 61 1272 AAC 61
Conductor - Tension: €000 6000
Conductor - Temperature *C: 93 93
Conductor - Clearance Date: 09/11/1968 09/11/1968
Conductior - Date in Service: 09/11/1968 09/1171968
Shield Wira - Size: 336.4 ACSR 18/ 336.4 ACSR 181
Shield Wire - Tension: 3750 3750
Shield Wire - Date in Service: 09/11/1968 09/11/1968
Ruling Span - Feet; 300 300
Insutator Tangent No. MFR. & cat no.: 10 -PINCO L1060 8 -PINCO L1060
Insulator Tangent ANSI rating (LBS): 15000 15000
Insufator Dead-End No. MFR. & calno.: (- NONE 8- PINCO L1050
Insulator Dead-End ANSI rating (LBS): 0 15000

Cwning Company:

footnoles:

15224
STR. 39, L1522
STR. 12

1

12

12

0.52

1WC CLHZ (1)
07/0211976
DECATUR
1272 ACSR 45/7
5900

125
0710211976
07/02/1976
110.8 ACSR 12/7
3579 -
0710211975

300

8 -143756
15000

B - 143775
25000

Page: 2
Date Approved: Aug 21, 2001

Recard
138.0

15224

STR. 12
STR.19

13

18

3

0.32

1 WC CLH2 (1)
07/0211576
DECATUR
1272 ACSR 45(7
7500 :
125

07/02/1976
07/02/1976
110.8 ACSR 1217
3591
0710211976

300

8 -143756
15000

8- 143775
25000




Date Printed:  Aug 23, 2001
Time Printed:  10:53:14 AM
LINEDATA.QRP

Line Number: 1522

ILLIROIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order: Work Order Date:
Description: NORTH DECATUR - DECATUR EAST MAIN ST. 13BKV LINE 152

1522A 1522A

Runs From: STR. 19 5TR. 34

Runs To; STR. 34 STR. 40

Structure # - First; 20 a5

Structura # - Last: 34 40

Number of Structures: 15 B

Distance in Miles: 0.79 0.31

Structure Configuration: 1WC CLH2(1) 1WC CLH2(4)

Date in Service: 0710211976 07/02/1976

Service Area: DECATUR DECATUR

Conductor - Size: 1272 ACSR 45/7 1272 ACSR 4577

Conductor - Tension: 7500 7500

Conductor - Temperature *C: 125 125

Conductor - Clearance Date; 07/02/1976 07/02/1976

Conductor - Date in Service: 07/02/1976 07/02/1976

Shietd Wire - Size: 110.8 ACSR 1217 110.8 ACSR 1217

Shietd Wire - Tension: 35, . 3581

Shield Wire - Date in Service: 07/02/1976 07/02/1976

Ruling Span - Feel: 300 300

Insulator Tangent No. MFR, & cat no.: 8 -143756 B -143756

Insulator Tangent ANSI rating (LBS); 15000 15000

insulator Dead-End No. MFR. & catno.: 8- 143775 B - 143775

insutator Dead-End ANS! rating (LBS): 25000 25000

Owning Company:

Footnotes:

1522A

STR. 40

STR. 45

41

45

]

0.26
1WC CL H2 (4)
07/02/1976
DECATUR
1272 ACSR 457
7500

125
07/0211976
07/02/1976

110.8 ACSR 1277 -

3591
07/02/1976
300
§-143756
15000
8-143775
25000

Page: 3
Date Approved: Aug 21, 2001

Record
138.0

1522A

STR. 45

DECATUR 277H ST, SUB.
46

49

4
0.24
1WC CLH2 (4)
07/02/1976
DECATUR
1272 ACSR 4517
9000 .
125
0710211976
07/0211976
110.8 ACSR 1277 #3
3386

#
250
8-143756
15000
8- 143775
25000




froa ek s PP,

{LLINDIS POWER COM LINE DATA SHEET e o
k. n[LLFEv.\.u.t suUR. CUMNF I GURTAT FON
15 -4
. —
tm v A
B 9 il';IS G'J !‘} 19 5‘{‘?
Lk ] -]
15) !
i
it)
FATETTEVILLE 4,08 MI 10 STR 100.L1526) L.
BEE HOLLOW SUB. (14,28 MI TO STR 378,L1526) , . N
o
1o 1 I
wi U u u
12-8" ; 13-
[
t2)
$TR 2585 [PURT H =2
-—'
' s'Ja'—'
STR 166 /"5 R8s T
1 y-g° 13-5"
3452 169 ] b ! /
kibotca HiLe sua
5TR 169 (18.371 )
191 3
BELLEYILLE S.a. 1500
SPEATE 5 K
$TR 210 S1R 230 " . R
? ?
a = h i n t ¥
L3448A /_sm 250 Bg-d v 15-6h I b
. ! -& 1
£ u
k" a-1g"
19y Tt
H 1 8-t
i e
MARISS A
PEABDDY m td}
sua. ug 10.42 M, e -
C.5. t31.83) A.B. SWITCH ! JO $IR.318
ni508 #1413 [ L1526) t~ = 5
BS'&EE,{"[} 15 12 0 g o n ® l/'\‘\]/‘“-\T
STATION 15257 STR 308 STR 342 STR 178 ) H U B2
128.42) \. . -6 . .
2 (26.42) . tio.key  38.200 77 RN ! W e psted s
TILDER 5UB.
€36.771 200
i5)
oy
% BELLEVILLE-TILDEN
PREL IMINARY FINAL X PREPARED APPROVED BALOWIN P.S. SPUR-L15264 LINE 1526
=— e T [RER R T e e o T
ATED '1-16- -4
0 —_— BEE HOLLOW ROAD $PUR-L t526E SHEET v OF 4 PLOTTEU I T=T5=08

Lt

A
=




Date Printed;: 7/15/98,
Tima Printad: 11:04:57 AM

ILLINOIS POWER COMPANY Pags: 1
ON-LINE LINE DATA SHEET System Date Approved:

LINEDATA.GRP Line Data Sheet
Line Number: 1526 Status; Record
Work Order: Work Order Date: KV Rating: 138.0
Description: SCUTH BELLEVILLE - TILDEN - 138KV LINE - 1528 i
1526 1526 1624 1526
wns From: S. BELLEVILLE SUB. SIR. 9 SIR. 7 STR. 308
wns To: SIR. @ STR. 71 STR. 76 5TR, 342
structuré # - First: 1 10 72
tructure # - Lost: 9 n 76
Jumber of Structures: 9 62 5 34
Jistonce In Miles: 1.04 7.86 0.47 424 .
structure Configuration: 2WCCLT &3 20FCLI(5) 20P&wWCCLI (D) 2DF CLY (8)
Jate in Service: H /1611966 0472611973 04/26£1973 0772011969
lervice Atea: BELLEVILLE BELLEVILLE BELLEVILLE SPARTA
Zonducter - Size: 1272 ACSR 45/7 1272 ACSR 45/7 1272 ACSR 45/7 2-477 ACSR 30/7 #4
>onductor - Tenslon: 13000 13000 13000 2000
Sonductor - Tamperature *C: 125 125 125 125
Sonductor - Clearance Date: 04/26/1973 0472611973 04/26/1973 101161977
Zonductor - Date In Service: 04/26/1973 0472611973 047261973 10N6N977
ihield Wire - Size: "3/8™ ALZ STEEL, 7" 7 X120 AW 7X .20 AW A0 AW
shield Wire - Tenston: 5513 4547 4547 4235
shield Wire - Dofe In Service: 11/16/1966 04/2641973 0472611973 0712071969
wling Span - Feet; [V K) 700 700 700
nsuiator Tangent No. MFR, & catno.: 8 -PINCO L1060 8 -143756 8-143756 # 8 -OB 32440
nsulator Tangent ANS| rating (LBS): 15000 15000 15000 15000
nsulalor Dead-End No. MFR. & caotno 8- 143775 n 8-143775 n - 0 - NONE 8- OB 47410
nsulator Dead-End  ANS!Hrating (LBS): 25000 25000 0 25000
Owning Company:
Footnotes: #1 EACH PHASE HAS TWO INSULATOR STRINGS.
#2 SOME NGK CA-657 MH.
#3 CONDUCTOR R.S. = 700°, SHIELDWIRE A.S. = 775‘
#4 TWO CONDUCTORS PER PHASE, VERTICALLY. SEPARATION WILL BE 12° AT STRUCTURES AND 38" AT MID SPAN (AVERAGE = 28").
#5 RECLAIMED WIRE ORIGINALLY INSTALLED IN 1948 & 1951,
L CONDUCTOR R.S. = 750", SHIELDWIRE R.S. = 700'.

7 SKETCHES SHOWING 138KV MODIFICATION ARE LOST. CONVERTED TO 138KV 1.8-58.




Date Printed: 7/15/98
Time Printed: 11:04:57 AM
LINEDATA.QRP

Line Number: 1526
Work Order:
Description:

wuns From:

wuns To;

itructure # - First:

itructure # - Last:

Jumber of Structures:

Jistance In Mitas:

tructure Configuration:

Jate In Service:

envice Areq:

sonductor - Slze!

Zonductor - Tension:

>onductor - Temperature °C:
sonductor - Cleoronce Date:
Zonductor - Date In Setvice:

hield Wire - Size:

hileld Wire - Tension:

hleld Wire - Date In Service:

luling Spon - Fest:

wulator Tongent No. MFR. & cat no.!
sulator Tongent ANSE rating (LBS):

SOUTH BELLEVILLE - TILDEN - 138KV LINE - 1526

1526

STR. 76

STR. 100

77

100

22

2.74

2DF &WC CL 1 (5)
04/26/1973
BELLEVILLE
1272 ACSR 4517
13000

125
04/26/1973
04/26/1973
7% .120 AW
4547
04/26/1973
700
B-143756
15000

ssuiator Dead-End No, MFR. & catno 8- 143775

sulator Dead-End ANSI rating (LBS):
2wning Company:

‘gotnotes:

25000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Shest

Work Order Date:

1524
SR, 100
STR. 134

34
221

1 WC, CL 2/0 (&)
10/02/1972
BELLEVILLE

1272 ACSR 4517
7500

125

10/02/1972
10/02/1972
7X.120" AW
3035
10/02/1972

300

8-143756

15000
8-143775
25000

1524
STR. 134
STR. 161

27
3.48

2WC CLI (5)
10/02/1972
BELLEVILLE

1272 ACSR 45/7
13000

125

10/02/1972
10/02/1972
X120 AW

4369

10/02/1972

700

8 -143756

15000

8- 143775 $
25000

Page: 2
Date Approved:

Status; Record
KV Rating: 138.0

1526

STR, 161

NEW ATHENS, DUTCH HILL SUB,
1462.

170

9

057

TWC CL2/0(6)

BELLEVILLE

1272 ACSR 45/7
7500

1256

10/02/1972
10/02/1972
7X.120 AW
3035
10/0211972




Date Printed; 7/15/98 {LLINOIS POWER COMPANY Page: 3
Time Printed: 11:04:58 AM ON-LINE LINE DATA SHEET System Date Approved:
LINEDATA.QRP Line Data Sheet
Line Number: 1526 Status: Racord
Work Order: Work Order Date: KV Rating: 138.0
Deacriptlon: SQUTH BELLEVILLE - TILDEN - 138KV LINE - 1528
1524 ! 1526 1526 1526
Runs From: NEW ATHENS, DUTCH HILL 3UB SIR. 210 STR. 342 STR, 378
Runs To: STR. 210 SIR. 308 STR. 378 TILDEN SUB
Structure # - Firsh: m 211 343 kY]
Structure # - Lost: 210 308 azs 392
Number of Structures: 40 98 34 14
Jistance In Miles: 226 579 . 4,62 1.49
Structure Configuration: TWCCLY &2/0(9) TWCCLY &2/0(®) 2WCCLI&3I() 2WCCL &3¢4)
Date in Service: W[29/1975 10/29/1975 0671171964 01/09/1958
Service Areq: BELLEVILLE SPARTA SPARTA, SPARTA
Conductor - Size: 1272 ACSR 45/7 1272 ACSR 45/7 1113 ACSR 54719 1113 ACSR 5419
Conductor - Tension: . 7500 7500 15300 15300
Conductor - tTemperature °C: 125 125 126 125
Conducter - Clearance Date: 10/29/1975 10/29/1975 10/16/1977 10/16/1977
Zonductor - Dats In Service: 10/29/1976 10/29/1975 10/16/1977 10/16/1977
shield Wire - Sze: 7X .20 AW 7 X.120 AW "a/8™ ALZ STEEL 7* "5/16™ STEEL"
Shleld Whre - Tension: 3035 3035 5513 0
Shiekd Wire - Date In Service: 10/291975 10/29/1975 046/11/1964 01/09/1958
hng Span - Feet: 300 ano 6460 660
insutator Tangent No. MFR. & cat no.: 8 -143756 8-143756 B -PINCO L1060 10 -PINCO L1060
insulator Tangent ANSE rating (LBS): 15000 15000 15000 15000
insuiator Deoad-End No. MFR. & catno 8- 143775 8-143775 8- PINCO 11500 10 - PINCO L1500
insutator Dead-End ANSI rating (LBS): 25000 25000 25000 25000

Owning Company:

Foolnotes;




Date Printed:  7/15/98
Time Printed: 11:04:58 AM
LINEDATA.QRP

Line Number:
Work Order:
Description:

1526

Runs From;

Runs To:

Structure # - Flrst:

Structure # - Last:

Number of Structures:

Distance In Miles;

Structure Configuration:

Date In Service:

Service Areq:

Conductor - Size:

Conductor - Tenslorni:

Conductor - Temperature °C:
Conductor - Clearance Date:
Conciuctor - Date In Service:

Shield Wire - Size:

Shield Wire - Tension:

Shield Wire - Date In Service:

Ruling Span - Feet:

Insulctor Tangent No. MFR. & cot no.:
Insutator Tangent ANSI rating (LBS):

1526A

SIR. 308. L1526
BALDWIN P.S.
1
19
19
0.02
2DF CL1Y(5)
07/20/1969
SPARTA
2156 ACSR 8419
21000
125
10/16/1977

4%
7 X120 AW
4235
07/29/1969
0 #é
8§ -0OB 32440
15000

Insutotor Dead-End No. MFR. & catno 8- OB 47410

Insulater Dead-End  ANSI rating (LBS):
- Owning Company:

Footnotes:

25000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

SOUTH BELLEVILLE - TILDEN - 138KV LINE - 1526

Status:
KV fating:

1526D

STR. 100, L1526
FAYETTEVILLE, BEE HOLLOW SUB.
129

180

52

409

2CPCLA Q23 47
07/28/1938
BELLEVILLE

4/0 HDBC, 7

0

83

06/03/1968
07/28/1938
“11/32* EH.S. CW-

0
07/28/1938
0

8 -PINCO L1040
15000
9 - PINCO L1060
15000

Paga: 4

Date Approved:

Record
138.0

1526€

SIR. 378, L1526
SIR.255

317

255

63

7.09

2WC CL1 &3 (4)
01/09/1958
SPARTA

477 ACSR 30/7
9000

03

0171971968
01/09/1958
“5/16™ STEEL"

0

01/09/1958

660

10-PINCO L1060
15000

10- PINCO L1500
25000




Date Printed: ?/15/98
Time Printad: 11:04:58 AM
LINEDATA.QRP

Line Numbaer: 1526
Work Order:
Description:

Runs From:

Runs To:

Structure # - First:

Structure # - Last:

Nurnbert of Structures:

Distance In Miles:

Structure Configuration:

Date In Service:

Service Arec:

_ Zonductor - Size:

Zonductor - Tenslor:

Conductor - Temperature °C:
Sonductor - Cleorance Date:
Conductor - Date In Service:

Shietd Wire - Skze:

Shield Wire - Tenslon:

Shield Wire - Dote in Service:

Ruling Span - Feet:

insulator Tangent No, MFR. & cat no.:
Insulater Tangent ANSE rating (LBS):

SOUTH BELLEVILLE - TILDEN - .1 38KV LINE - 1526

1524E

SIR, 255
STR. 234
254

234

19

218
2CPCLA2&3) #7
07/28/1938
BELLEVILLE
4/0HDBC, 7
0.

83
06/03/1968
07/28/1938

0
07/28/1938
0

8 -PINCO L1060
15000

insulator Deod-End No. MFR. 8 cat o 9 - PINCO L1500

insulator Daad-End ANS! rating (LBS):

Owning Company;

Footnotes:

25000

"2 EHS. Cw"

{LLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Date:

1526E
SIR. 233
STR. 227
233

227

7

0.59
2WCCL1(10)
07/08/1986
BELLEVILLE
4/0HDBC, 7

0

125
07/08/1986
07/28/1938
"11/32* EHS. Cw"
0

07/28/1938

0
8-143756
15000

0 - NONE
o

Stiatus:
KV Rating:

1526E

STR. 226
FAYETTEVILLE, BEE HOLLOW 5UB
226

180A

a7

442

2CPCL2&J #7
07/28/1938
BELLEVILLE
4/GHDBC, 7

0

83

06/03/1968
07/28/1938
"11/32" EH.S, CW"
0

07/28/1938

0

8 -PINCO L1060
15000
¢ - PINCO L1060
15000

Page; 5
Data Approved:

Record
138.0




ILLINQIS POWER COMPANY LINE DATA SHEET
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o e ILLINOIS POWER COMPANY LINE DATA SUHEET
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Date Printed: 7/15/98 \ ILLINOIS POWER COMPANY Paga:
Time Printed: 11:05:22 AM ON-LINE LINE DATA SHEET Syatem Date Approved:
LINEDATA.QRP Line Data Sheet ,

Line Number: 1538 . Status: Record

Work Order: Work Order Date: KV Rating: 138.0

Description: ASHLEY - WEST FRANKFORT - 138KV LINE - 1536

1534
Runs From:; ASHLEY SUB.
Runs To: W, FRANKFORT SUB.

Structure # - First:

Structure # - Last: 304
Hurmber of Structures: a4
Listance in Mites: 35.44
Structure Configuration:, ZWCCLT &3¢
Date In Service: (8/08/1952

- Bervice Areq: MI. VERNON
Conductor - Size: 477 ACSR 30/7
Conductor - Tenslon: 9000
Conductor - Temperature °C; 03
Conductor - Clearance Date: 05/21/1968
Conductor - Date In Service: 08/08/1952
Shield Wire - Slize: 5/16E.H.5. STEEL 7
Shisld Wire - Tension: 4480
Shield Wire - Dote In Service: 08B/08/1952
Ruling Span - Feet: 640

insulator Tangent No, MFR, & catno.:  10-143756
Insutator Tongent ANS! rating (LBS): 15000 .
insulotor Deod-End No. MFR. & catno  10- 143756 L)
Insulator Dead-End ANSI rating (LBS): 15000

Owning Compony:

Footnotas: #1 13- IFP 143758 AT SUBSTATION
#2 RECLAIMED 1948
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Date Printed: Nov 15, 2001
Time Prinfed:  10:03:21 AM

ILLINOIS POWER COMPANY ' Page: 1
ON-LINE LINE DATA SHEET SYSTEM Date Approved: Nov 15, 2001

LINEDATA QRFP Line Data Sheet

Line Number: 1542 Slatus: Record

Work Order: Work Order Date: KV Rating: 138.0

Description: MIDWAY - SOUTH CENTRALIA - 138KV LINE - 1542

}
1542 1542 1542 1542

Runs From: MIDWAY SUB STR.73 STR. 78A STR. 104A
Runs To: STR.73 STR. 7BA MCCORD SUB. STR. 185
Structure # - First; 1 74 79 105
Struclure # . Last: 73 78A 104A 185
Number of Structures: 73 7 25 83
Distance in Miles: 8.71 0.72 3.15 9.39
Structure Configuration: 2WCCL1&3(1) 2WCCL1&3(1) 2WCCL1&3(1) ZWCCL142(1
Date in Service: 12/06/1951 11/27/1968 12/06/1951 12/0611951
Service Area: HILLSBORO HILLSBORO HILLSBORO HILLSBORO
Conductor - Size: A77 ACSR 30/7 477 ACSR 3017 477 ACSR 3077 477 ACSR 30/7
Conductor . Tension: 9000 9003 2000 3000
Conductor - Temperature "C: 125 125 ] 93
Conductor - Clearance Date; 1111411980 11/14/1980 111171968
Conductor - Date in Service: 1210641951 1172741968 12/0611951 4210611951
Shield Wire - Size; "5/16" STEEL" *5/16™ STEEL" “5/16"" STEEL" 6/16 STEEL
Shield Wire - Tension: 4480 4480 4480 4480
Shield Wire - Date in Service: 12/06/1951 11/27/1968 12/06/1951 12/06/1951
Ruling Span - Feet: 640 640 610 640
Insulator Tangem No. MFR. & catno 10 -PINCO L1060 10 -PINCO L1060 10 -PINCO L1060 10 -PINCO L1060
Insulator Tangen! ANSI raling {LBS): 15000 15000 15000 15000
insulator Dead-End Mo, MFR. & catno - 10 - PINCQ L1060 0 - NONE 8 - PINCO L1500 8- PINCO L1500
Insulatet Dead-End ANSI 1aling (LOS) 15000 0 25000 25000

Owning Company:

Foolnotes:




Dale Printed: Nov 15, 2001
Time Printed: 10.03.21 AM
LINEDATA QRP

Line Number: 1542

Work Order:
Desecription: MIDWAY - SOUTH CENTRALIA - 138KV LINE - 1542

1542

Runs From: STR, 185

Runs Ta: 5TR. 216

Structure # - First: 186

Slructure # - Lasl: 216

Number of Structures: N

Distance in Miles: 1.92

Structure Configuration: TWCCLI(2)

Date in Service: 1111471969

Service Area: HILLSBORO

Conducior - Size; 477 ACSR 2077

Conductor - Tension: 6000

Conduclor - Temperature *C: 125

Conduclor - Clearance Date: 10/09/1970

Conductor - Dale in Service: 1171471959

Shield Wire - Size: TX 120 AW

Shield Wite - Tension: 3100

Shield Wire - Date In Service: 1111411969

Ruling Span - Feet: 330

Insutator Tangent No, MFR. & cal no.: 8 -LOCKE 205840

Insulalor Tangent ANSH rating (LBS): 15000

Insutator Dead.End No. MFR. & cal no.;
Insulalor Dead-End ANS! rating (LBS):

Qwning Cotmpany:

Footnoles:

8 - LOCKE 205840
15000

ILLINO!S POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

1542

5TR. 216

5TR. 257

217

257

41

434

STEEL POLE (3)
10/09/1970
HILLSBORO
477 ACSR 3077
9000

125

10/Q9/1970
10/09/1970

7 X 120 AW
4100

10/09/1970

565

10 -LOCKE 205840
15000

8 - LOCKE 305255
25000

1542

STR. 257

S§TR. 277

258

277

20

1.56
1TWCCL1(2)
1171411969

MT, VERNON
477 ACSR 3017
6700

125

10/09/1970
11414/1969

7TX 120 AW
3280
1171471969
420

8 -LOCKE 205840
15000

8 - LOCKE 205840
15000

Page: 2
Date Approved; Nov 15, 2001

Record
138.0

1542

STR. 277

STR. 294

258

217

17

1.02

1WCCL 1 (2)
11114/1969
MT. VERNON
477 ACSR 3017
6000

125

10/09/197Q
11/14/1969

7% 120 AW
3100
111411969
330

8 -LOCKE 205840
15000

& - LOCKE 205840
15000




Dale Prinled: Nov 15, 2001
Time Printed: 10.03:21 AM
LINEDATAQRP

Line Number: 1542
Work Order:
Description:

Runs From;

Runs To:

Slructure # - First:

Structure # - Last:

Number of Structures:

Distance in Miles:

Structure Configuration:

Date in Service:

Service Area:

Conductor - Size: :
Conduclor - Tension:

Conduclor - Temperature °C:
Conduclor - Clearance Date:
Conductor - Dala in Service;

Shield Wire - Size:

Shield Wire - Tension:

Shield Wire - Date in Setvice:

Ruling Span - Feel:

Insulator Tangeni No. MFR. & cat no.:
Insulator Tangent ANS! rating (LBS):

Insulator Dead-End No, MFR. & cat no..
Insulator Dead-End ANSI rating (LBS):

Owning Company:

Footnoles:

1542
STR. 294

S, CENTRALIA 5UB.

2094A

400

107

12.60
2WCCL1&2(Y)
12/06/1951

MT. VERNON
A77 ACSR 3077
9000

93

10/17/1968
12/06/1951
*5M16™ STEEL"
4480

12/06/1951

640

10 -PINCO L1060
15000

10 - PINCO L1060
15000

H LINOIS POWER COMPANY
ON.LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order Date:

MIDWAY . SOUTH CENTRALIA - 138KV LINE - 1542

Page: 3
Date Approved: Nov 15, 2001

Status: Record
KV Rating: 138.0




TLLINOIS POWER COMPAMY LINE DATA SHEET
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Date Printed: May 9, 2001 . ILLINOIS POWER COMPANY Page: 1

Time Printed: 1:18:08 PM ON-LINE LINE DATA SHEET SYSTEM Date Approved; May 9, 2001
LINEDATA.QRP ’ Line Data Sheet
Line Number: 1546 Status: Record
Work Order: Work Order Date: KV Rating: 138.0
Description: SOUTH CENTRALIA - WEST MT. VERNON - 138KV LINE 1546
1
1546
Runs From: S. CENTRALIA SUB.
Runs To: Y. MT. VERNON SUB,
Structure # - First: 1
Structure # - Last: 137
Number of Structures: 137
Distance in Miles: 15.80
Structure Configuration: 2WCCL 1&3(1)
Date In Servica: 12/06/1951
Sarvice Area: MT, VERNON
Conductor - Size: . 477 ACSR 3077
Conductor - Tension: 2000
Conductor - Temperature *C; 93
Conductor - Clearance Date: 0313111976
Conductor - Dale in Service: 12/06/1951
Shield Wire - Size: "5/16™ STEEL"
Shield Wira - Tension: 4400 #3
Shield Wire - Date in Service: 12/06/1951
Ruling Span - Feet: 625 #2

insufator Tangent No. MFR, & cal no.. 10 -PINCO L1060
Insulator Tangent ANSI rating (LBS): 15000

Insutator Dead-End No. MFR. & catno.: 26 -PINCOL10EC #1
Insulator Dead-End ANSI rating {L8S5): 15000

Owning Company.
Foolnotes: #1 TWO INSULATOR STRINGS PER PHASE.
#2 ACTUAL R.S. = 625, DESIGNED BULENG SPAN MAY BE 650 FT.

#3 CALCULATED S.W. TENSION = 4400#; DESIGN S.W. RULING SPAN MAY BE GREATER (44804).




ILLINDIS POWER COMPANY

_INE DATA SHEET

PRINCETON CONF 1CURATION
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Date Prinled: Jan 11, 2002
Time Printed: 9:28:18 AM
LINEDATA.QRP

. ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Page: 1
Date Approved: Jan 11, 2002

Line Number; 1552 Status: Record

Work Order: Work Order Date: KV Rating:  138.0

Description: HENNEPIN P.5. - EAST KEWANEE - 138KV LINE 1552

i
15852 1552

Runs From: HENNEPINP.S. STR. 108
Runs Tao: STR. 108 E. KEWANEE SUB.
Structure # - First: 1 109
Structure # - Last: 108 261
Numbher of Structures: 109 152
Distance in Miles: 12.71 18.68
Struclure Configuralion: 2WCCL1&83 (1) ZWCCL1&3(1)
Date in Service: 05/11/1953 05/11/1953
Service Area: LASALLE GALESBURG
Canductor - Size: 477 ACSR 30/7 477 ACSR 30/7
Conductor - Tension: 9000 9000
Conductor - Temperature *C: 93 93
Conducior - Clearance Data: 05/31/1968 05/31/1968
Conductor - Date in Service: 05/11/1953 05/11/1953
Shield Wire - Size: "5/16™ STEEL" “6/16™ STEEL"
Shield Wire - Tension: 4500 4500
Shiald Wire - Date in Service: 05/111953 05/1171953
Ruling Span - Feet: 640 640
Insulator Tangent No, MFR. & cal no.: 10 -PINCO L1060 10 -PINCO L1060
Insulator Tangent ANSI rating (LBS): 15000 15000
Insulator Dead-End Mo, MFR. & catno.. 10 - PINCO L1060 10 - PINCO L1060
Insulalor Dead-End ANSI rating (LBS): 15000 15000

COwning Company:

Footnotes. #1

L1552A - STEEL TOWER FILE NUMBER - P61373 {882-422).

#2 3#6 AW SHIELDWIRE BETWEEN STR. 123 TO 124, AND STR. 128 TO 129.
#3 CONDUCTOR AND SHIELDWIRE TENSION [S 5004 BETWEEN STR. 280 AND 285.




[LLINGIS POWER COMPANY LINE DATA SHEET
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Date Printed:  Jun 25, 2001
Time Printed: 8:42:00 AM
LINEDATA.QRP

Line Number: 1556

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order: Work Order Date:
Description: HENNEPIN POWER STA. - OGLESBY - 138KV LINE - 1556
1556 1556

Runs From: HENNEPIN P 5. STR. 5A
Runs To: STR. 5A STR. 12
Structure # - First: 1 5A
Structure # - Last: 5A 12
Number of Structures: ] 6
Distanca in Miles: 0.64 ’ 0.95
Structure Configuration; 2WCCL183(1) 2ZWCCL1&3(2)
Date In Service; 02/12/11959 0313171953
Service Area; LASALLE LASALLE
Conductor - Size: T-2 477 ACSR 3077 477 ACSR 30/7
Conductor - Tension; 9000 9000
Conductor - Temperature *C: 125 125
Conductor - Clearance Date: 05/18/2001 08/20/1985
Conductor - Date in Service: 05/18/2001 03/31/1953
Shield Wire - Size: "5M16™ STEEL" 516" STEEL
Shield Wire - Tenslon: 4489 4489
Shield Wire - Date in Service; 2121959 03/31/1953
Ruling Span - Feet: 640 640
Insutator Tangent No, MFR, & cat no.: 8-1P 143756 10 -PINCO L1060
Insulator Tangent ANSI rating (LBS): 15000 15000
Insutator Dead-End No, MFR. & eat no.: 10 - P 143775 10 - PINCC L1060
insulator Dead-End ANSI rating (LBS): 25000 15000

Owning Company:

Footnoles: #1

FROM STR. 123-5 TO AIR PROD SUB (OLD BANK) PHASE = 10004 TENSION @ 150°' R.S. FROM STR.
TENSION @ 80'R.S.

7.42
2WCCL1&3(2)
033111953
LASALLE

477 ACSR 30/7
9000

125

08/20/19865
03/31/1953
"5{16" STEEL"
4489

0313111953

640

10 -PINCO L1080
15000

10 - PINCO L1060
15000

Page: 1
Date Approved. Jun 22, 2001

Record
138.0

15656

STR. 76
OGLESBY SuB.
77

12

36

4.37
ZWCCL1&3(2)
03311953
LASALLE

477 ACSR 3017
8000

93

05/02/1968
03/3111953
“5116™ STEEL"
4489

037311953

640

10 -PINCO 11060
15000

10 - PINCO 11060
15000

123-6 TO AIR PROD SUB (NEW BANK)} PHASE = 700#




ILLINOLS POWER COMPANY LINE DATA SHEET
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3,5.7,9, 11, 13, 14,15, 17, 18; 4-1-92,

Date Printed: 7/15/98 ILLINOIS POWER COMPANY Paga: 1
Time Printed: 11:06:36 AM ON-LINE LINE DATA SHEET Systam Date Approved:
LINEDATA.QRFP Line Data Sheet
Line Number: 1662 Status: Reocord
Work Order: Work Order Date: KV Rating: 1380
Dascription: S. BLOOMINGTON - GIBSON CITY (C.1.P.S.) - 138KV L. 1
1562 ' 1562 1562 1562
uns From: S. BLOOMINGTON SUB, SIR. 19 STATE FARM 5UB. SIR. 31
wns To: SIR. 19 STATE FARM 5SUB. STR, 3t STR. 34
itructure 4 - Flrst: 1 20 24 32
structure ¥ - Last: 19 23 31 a4
dumber of Structures: 20 4 8 3
Jistance In Miles: 1.33 0.41 0.69 0.26
itrueture Configuration: BLAW KNOX (1) #1 TUBULAR STEEL (2) TUBULAR STEEL (2) TUBULAR STEEL (3)
Jote In Service: 07/281N951 "N 04/01/1992 04/01/1992 04/01 /1992
ervice Areq: BLOOMINGTON BLOOMINGTON BLOOMINGTON BLOOMINGTON
~onductor - Size! 1272 ACSR 45/7 1-2 795 ACSR 45/7 1-2 795 ACSR 4577 T-2 795 ACSR 45/7
Sonductor - Tension; 13000 12000 12000 12000
Zonductor - Ternperature °C: 125 125 125 125
~onductor - Clearance Date: 10/21/1975 04/01/1992 04/0171992 04/01/1992
>onductor - Date in Service: oBNTII9N 0470141992 04/0171992 04/ /1992
thield Wire - Size: FOCASF.OSW., FOCASF.O.5W. FOCASF.OSW. FOCAS F.O.8W.
ihleld Wire - Tenslon: 4000 4500 4500 4500
" ihleld Wire - Date In Service: 04/01/1992 04/01/1992 047011992 047011992
hling Span - Feet: 400 450 450 450
“sulator Tongent No. MFR. 8tcot no.:  12-143775 10-143775 10-143775 10-143775
“sulator Tongent ANSI rating (LBS): 25000 25000 25000 25000
“sutator Dead-End No. MFR, & cat no  12-143775 12 - 143775 12 - 143715 12-143775
ssulator Dead-Engd ANSI rating (LBS): 25000 25000 25000 26000
Jwning Company:
‘ootnotes: #1 DWG. FOR TWR P 61373 (882-422) BLAW KNOX LATTILE STEEL STRUCTURES 2, 4, 6, 8, 10, 12, 16, 18; 7-28-51, VALMONT TUBULAR STEEL STRUCTURES




Date Printed: 7/15/08
Time Printed: 11:06:36 AM
LINEDATA.QRP

Line Number: 1562

ILLINGIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Qrder: ‘ Work Order Date:
Description: S. BLOOMINGTON - GIBSON CITY (C.I.P.S.} - 138KV L. 1

1542 1562
Runs From: STR. 34 STR. 36
Runs To: STR. 36 STR. 51
Structure # - First: a5 a7
Structure # - Last: a6 51
Number of Structures: 2 15
Distonce In Miles: 0.13 1.92
Structure Configuration: TUBULAR STEEL (5) 2WCCL Y (4)
Date In Service: 04/01/1992 04/01/1992
Sevice Areo: BLOOMINGTON BLOOMINGTON
Conductor - Ske: T-2 795 ACSR 45/7 1-2 795 ACSR 45/7
Conductor - Tenslon: 2000 13000
Ceonductor - Temperature °C: 125 125
Conductor - Clearance Date: 04/01/1992 04/01/1992
Conductor - Date in Service: 0470171992 04/01/1992
Shiald Whe - Size: FOCASFOSW. 1-FOCAS FOSW, & 1-787 AW
Shield Wire - Tension:; 3500 4500
Shleld Wire - Date in Service: 04/01/1992 D4/01 /1992
Rufng Span - Feet: 350 700
Insutater Tangent No. MFR. & catno.:  10-143775 Y0-143775
Insulator Tangent ANSI rating (LBS): 25000 25000
Insulator Dead-End No. MFR. & catno 12-143775 Y0 - 143776
Insulator Deod-End ANS| rating (LBS): 25000 25000

Owning Company:

Footnotes:

Page: 2
Date Approved:

Status: Record
KV Ratlng: 138.0

1562

STR. 51

BROKAW SuB.

52

54

3

019

1WC CL1 (6}
04/0171992
BLOOMINGTON
1-2 795 ACSR 45/7
6000

125

10/01/1991
10/01/1991 :
1-FOCAS F.OSW. & 1-747 AW
3000

04/01/1992

300

1-143388

1400

10 - 143775

26000
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Date Printed: 7/15/08
Time Printed: 11:08:48 AM
LINEDATA.QRP

Line Number: 1566

Work Order:
Description:
1566

Runs From: { ATHAM 5UB.
Runs To: STR. 483
structure # - First: 468
Sfructure # - Last: 483
Number of Structures: 14
Jistance In Miles: 2.04
structure Configuration: 2DFCLI (4)
Jate in Service: 12/10/1969
jervice Arecr: DECATUR
conductor - Slze; . 795 ACSR 45/7
Zonductor - Tenslon: @000
Zonductor - Temperature °C: 125
~onductor - Clearance Date: 12/10/1969
Zonductor - Date In Service: 12/10/19469
ihleld Wire - Size: 7X.120 AW
ihleld Wire - Tenston; 0
ihteld Wire - Dote In Service: 121011969
Wing Span - Feet: 700

nsulator Tongent No, MFR, & cot no.: 8 -143756
rsulator Tangent ANSE rating (LBS): 15000
nsulator Dead-End No. MFR. & catno 8- 143775
nsulator Dead-End ANSI rating (LBSy: 25000
Jwning Company:

TWR FILE # P-7072 (882-413).

Footnotes: #1

LATHAM - NORTH DECATUR - 138KV LINE - 1566

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
t.ine Data Sheet

Work Order Date:

1566

STR. 483

SR, 563

484

563

i)

9.57
2WCADFCLI &3 (1)
06/09/1949
DECATUR

477 ACSR 3047
Q000

125

08/01/1967
06/09/1949

387 EHS. CW
0

06/09/194%
660 :
10 -PINCCO L1060
15000

10 - PINCO L1060
15000

Status:

KV Rating:

1566
SIR. 563
STR. 580
564

580

17

1.99

2CPCL2(D)

10/31/1940
DECATUR

477 ACSR 3077
Q000

125

08/01/1967
10/31/1940
"11/32™ EH.S. CW*
o

10/31/1940

660

10 -PINCO L1060
15000

0 - NONE

o

Page: 1
Date Approved:

Record
138.0

1566

STR. 580

N. DECATUR SUB.
581

593

13

1.39

BLAW KNOX #1
10/31/1940
DECATUR

477 ACSR 3017
9000

125

08/01/1967
10/31/1940
/32" EHS. Cw"
o

10/31/1940

600

10 -PINCQ L1060
15000

11 - PINCO L1060
15000
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Date Printed: Nov 29, 1999
Time Printed: 2:17:48 PM
LINEDATA QRP

Line Number: 1572

{LLINQIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

Work Order: Work Order Date:
Description: VERMILION P.S. - TILTON GENERAL MOTORS 138KV - LINE

1572 1572 1572
Runs From: VERMILION P.S. 3TR. 26 STR. 30
Runs To: 5IR. 26 STR. 30 STR. 40
Structure # - First: 1 27 31
Structure # - Last: 26 30 40
Number of Structures: 26 4 10
Distance in Miles: 3.06 0.28 0.68
Structure Configuration: 2WCCLT () 1WC CL2/0(2) TWCCL2/G(3)
Daotte in Service: 08/01/1971 08/01/1971 o/ /197
Service Area. DANVILLE DANVILLE DANVILLE
Conductor - Slze: 1272 ACSR 45/7 1272 ACSR 45/7 1272 ACSR 45/7
Conductor - Tension; 13000 7500 7500
Conductor - Teampercatuie °C: 125 125 125
Conductor - Clegronce Date: 08/01/1971 08/0171971 og/a1rnen
Conductor - Date In Service: 08/01 11971 08/01/197% 08/01/1971
Shield Wire - Size: 7%.120 AW 110.8 ACSR 1247 110.8 ACSR12/7
Shield Wire - Tansion: 4547 3500 3500
Shleld Wire - Dote in Service: 08/Q1/1971 08/01/19N 08/01 1971
Ruling Span - Feet: 700 3580 50
Insulator Tangent No. MFR. & cat no.:. 8 -143756 B-143756 8-143756
Insulator Tangent ANSI rating (LBS): 15000 15000 15000
insutator Dead-End No, MFR, & cat no 16 - 143775 8-143775 B -143775
Insulator Deoad-End ANSI rating (LBS): 25000 25000 25000
Owning Company:
Footnotes: #1 TWO INSULATOR STRINGS PER PHASE,

W2 SPAN TO TILTON ENERGY CENTER INSTALLED APRIL, 1988,

#3 S.W. AULING SPAN = 700",
#4 LINE SECTION STR. 240 - DANVILLE, G.M. SUB. WAS REMOVED N DECEMBER, 1998.

Status:
KV Rating:

Page: 1
Dale Approved: Nov 29, 1999

Record
138.0

0.86

1WC CL2/0(2)
08/01/1971
DANVILLE

1272 ACSR 45/7
7500

126

08/01/197
08/01 197
110.8 ACSR 12/7
3500
08/01/1971

8- 143775
25000




Date Printed: Nov 20, 1933
Time Printed: 2:17:48 PM
LINEDATA.QRP

Line Number: 1572

Work Order: Work Order Date:
Description: VERMILION P.S. - TILTON GENERAL MOTORS 138KV - LINE
1572 1572

Runs From: SIR. 52 SIR. 96
Runs To: SIR. 96 S112.120
Structure ¥ - First: 53 97
Structure # - Last: o4 120
Number of Structures: 44 24
Distance in Miles: 2.76 1.42
Structure Configuration: 1 WC CLZ2/0(3) TWC CL2/0(4)
Date In Service: 08/01/1971 0870171971
Service Areq: DANVILLE DANVILLE
Conductor - Size: 1272 ACSR 45/7 1272 ACSR 45/7
Conductor - Tenslon: 7500 7500
Conductor - Temperature *C: 125 125
Conductor - Clearance Date: 0B/0 /1971 087011191
Conductor - Dote In Service: 0B/01/1971 08/01/1921
Shield Wire - Size: 110.8 ACSR 12/7 110.8 ACSR 12/7
Shield Wire - Tension: 3500 3500
Shield Wire - Date in Service: 08/011971 08/01/19)
Ruling Span - Feet: 350 350
Insulator Tangent No. MFR. & cat no.; 8 -143756 1 -LAPP F79136
Insulator Tangent ANSI rating (LBS): 15000 34600
Insulator Dead-End No. MFR. & cat no 8- 143775 8- 143775
Insulator Decd-End ANSI rating (LBS): 25000 25000

Owning Company:

Footnoles:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET SYSTEM
Line Data Sheet

1572

STR. 120

STR. 133

121

133

13

1.67
ZWCCLI(D
08/01/1971
DANVILLE
1272 ACSR 45/7
13000

125
08/01/1971
08/0171971
7X.120 AW
4547
0870171971
700

8-1437546
15000
16-143775 1
25000

Page: 2
.Date Approved: Nov 29, 1999

Record
138.0

1572

STR. 133

STR. 240 #4
234

TEC

7

071 .
ZWCCLI(B)
10/20/1978
DANVILLE
1272 ACSR 45/7
13000

125

1072011978 #2
7X. 120 AW

4547

10/28/1978

550 #3

8-143756

15000

16 - 143775 #)
25000
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Date Printed: Nov 29, 1899
Time Printed: 2:18:10 PM
LINEDATA.QRP

Line Number: 1576 Status:

Work Crder: Work Order Date: KV Rating:

Description: BUNSONVILLE - TILTON GENERAL MOTORS 138KV - LINE 157

)
1576 1576 1574
Runs From: BUNSONVILLE SUB. $IR. 200 SIR. 164
Runs To: STR. 200 STR. 164 SIR. 233
Structure # - First: 222 199 1463
Structure #f - Lest: 200 164 134
Number of Strictures: 23 34 30
Distance in Miles: 2.66 4.46 1.47
Structure Configuration: 2WCCLI(D 2WCCLI() 1WC CL2/O¢D)
Date in Service: 07/01/1975 01/29/1974 08/01/1971
Service Areq: DANVILLE DANVILLE DANVILLE
Conductor - Size: 2156 ACSR 84/19 2156 ACSR 84119 1272 ACSR 45/7
Conductor - Tension: 20000 20000 000
Conductor - Temperature °C: 126 126 125
Conductor - Clearance Date: 07/01/1975 07/01/1975 080171971
Conducter - Date in Service: 07/0141975 07/01 /1975 08/01/1971
Shield Wire - Size: TH7 AW 747 AW 110.8 ACSR 12/7
Shield Wire - Tenslon: 5100 5100 3386
Shield Wire - Dote in Service: 07/0 /1975 01/29/1974 08/01/1971
Ruling Spon - Feet: 625 650 250
Insulator Tangent No. MFR. & cat no.: 8-143756 8 -143756 8 -143756
Insulator Tangent ANSI rating (LBS): 15000 15000 15000
Insulator Deod-End No. MFR. & catno 20 - 143775 L] 20- 143775 #1 8-143756
insulator Dead-End ANSI raling (LBS): 25000 25000 15000
Owning Compony;
Footnotes: #1 TWO INSULATOR STRINGS PER PHASE.
#2 SPAN TO TILTON ENERGY CENTER INSTALLED APRIL, 1999. STR. 240 - GENERAL MOTORS SECTION REMOVED IN DECEMBER, 1988.

#3 S.W. RULING SPAN = 700"

ILLINOIS POWER COMPANY
ON-LIME LINE DATA SHEET SYSTEM
Line Data Sheet

Page: 1
Date Approved: Nov 29, 1599

Record
138.0

1574

STR. 233

TILTON ENERGY CENTER
234

240

7

0.69

2WC CL I (4)
1012011978
DANVILLE

1272 ACSR 45/7 #2
13777

125

10/20/1978

7 X120 AW

4547

10/20/1978

560 43

8-143756

15000

16 - 143775 #1
25000
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-Data Prnted: 7/15/08
Time Printed: 11:07:39 AM
LINEDATA.QRP

Line Numbaer: 1582
Work Order:
Description:

Runs From:

Runs To:

Structure # - First:

Shucture # - Last:

Number of Structures:

Distance In Miles:

Structure Configuration:

Date in Service:

Service Areq:

Conductoer - Size:

Conductor - Tension:;

Conductor - Temperature °C:
Conductor - Clearance Date:
Conductor - Date In Service:

Shileld Wire - Size:

Shlald Wire - Tension:

Shield Wire - Date In Service:

Ruling Span - Feet:

Insulator Tangent No, MFR. & cat no.:
Insulator Tongent ANSHrating (LBS):
Insulator Dead-End No. MFR. & cot no
Insulator Dead-End ANS! rating (LBS):
Owning Company:

Footnotes:; #1

BROKAW - GIBSON CITY - 138KV LINE 1582

1562
BROKAW SUB.
SIR, 81

78

8

4

015
IWCCLI1(h
10/01/1991
BLOOMINGTON
T-2795 ACSR 45/7
6500

125
10/01/1991
10/01/1991
747 AW

3000
10/01/1991
250

1-143388
1400
10-143775
28000

R.S. SHIELD WIRE 300

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Waork Order Date:

1582

STR. 83

SiR. 83

81

83

2

0.1¢9

ZWCCLT &I (2
05/22/1953
BLOOMINGTCN
477 ACSR 30/7
7500

93

06/04/1970
05/22/1953
5/16EH.S5. C7

0

05/22/1953
640 :
10-PINCO L10
15000

13-7

0

298

1WC CLH2 (3)
1212041979
BLOOMINGTON
477 ACSR 30/7
6000

125
12/201197%
12/20/1979
A6 AW

3092
12/2071979
350 N

B -143756
15000
8-143756
15000

Page:
Data Approved:

Racord
138.0

1582

STR. 132

GIBSON CITY SUB.
157

361

205

2522

2WCCL1 &3 ()
05/2211953
BLOOMINGTON
477 ACSR 3077
2000

93

06/04/1970
05/22/1953
"5/16™ STEEL"

0

05/22/1953

640

10 -PINCO L1060
15000

13-7

0
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Date Printed: Mar 2, 1999
Time Printed: 4:03:35 PM
LINEDATA.QRP

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Page: 1
Date Approved: Mar 2, 1999

Line Number: 1586 Status: Record
Work Order: Work Order Date: KV Rating:  138.0
Description: SOUTH BELLEVILLE - CENTERVILLE - 138KV LINE 1588
1584 ! 1584 1584
Runs From: CENTERVILLE SUB. SIR. 108 STR, 123
Runs To: STR. 108 SIR. 123 S. BELLEVILLE
Structure # - First: 57 109
Structure # - Last: 108 123
Number of Structures; 57 43 15 8
Distance In Miles: 6.04 - 1.82 0.48
Structure Configuration: WALTER BATES (MOD) (1) #2 ZWCCL1&3(2 TWCCLI()
Date in Service: 011011926 07/211950 0712611963
Service Area: BELLEVILLE BELLEVILLE BELLEVILLE
Conductor - Size: 477 ACSR 30/7 477 ACSR 30/7 1272 SAC 61
Conductor - Tenslon: 9000 000 6000
Conductor - Temperature °C; 125 125 0
Conductor - Clearance Date: 211969 11/21/1969
Conductor - Date in Service: Q2211950 07/21/1950 09/26/1963
Shield Wire - Size: *5/16™ STEEL” "516™ STEEL" 347 CWEHS.
Shleld Wire - Tension: 5600 5600 0 #5
Shleld Wire - Date In Service: 0742171950 0772111950 0972611963
Ruling Span - Feet: 660 660 350
Instdctor Tangent No. MFR. & cat no.: 10 -PINCO L1060 10 -PINCO L1050 8 -PINCO L1060
Insulcator Tangent ANSI rating (LBS): 15000 15000 15000
insulator Dead-End No, MFR. & cat no 20-PINCO L1060 #) 20-PINCOLICS0 24 8- PINCC L1060
Insufator Dead-End ANSI rating (LBS): 15000 15000 15000
Owning Company:
Footnotes: #1 TWO INSULATOR STRINGS PER PHASE. DEAD ENDS AT SUBSTATIONS USE 13 INSULATORS PER STRING.
#2 TWR. FILE #882-601A & 602 HUGES C 2216-A.
¥ STRS. 103A, 1038, 103C, 1030, 103E, AND 103F ADDED IN LINE 1586. DE-ENERGIZED PHASE WIRES BETWEEN 103A & 104 PRESENTLY ACTING AS OVERHEAD
QGUYS.
#4 TWO INSULATOR STRINGS PER PHASE.
s CONFLICTING DATA
#6 TAP TO 44TH STREET SUBSTATION IS 560 FT. (STRS, 30-1 TO 30-2)
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Date Printed: 7/15/08
Time Printed: 11:13:54 AM
LINEDATA.QRAP

Line Number: 1592
Work Order:
Description:

wns From:

wmns To:

Sruchire # - First:

structure # - Last:

Number of Structures:;

Jistance In Mifes;

stucture Configuration:

Date in Sarvice:

Service Areq:

~onductor - Slze!

Zonductor - Tenslon:

~onductor - Temperature *C:
Zonductor - Clearance Date:
Sonductor - Date In Service:

shield Wire - Size:

shield Wire - Terslon:

Shisld Wire - Date In Service:

Wiing Span - Feet:

risulator Tangent No. MFR, & cat no.:
nsutator Tangent ANSI rating (LBS):

RISING - NORTH CHAMPAIGN - 138KV LINE - 1592

1592
RISING SUB.
SR, 29

1

29

29

L0

TWC CLH2({1)
12/05/1976
CHAMPAIGN
2156 ACSR 84119
Q000

125

12/05/1975
12/05/1976

7 X120 AW
3035
12/05/1975
ks 1]

8-143756
16000

nsulator Dead-End No, MFR. & catno  8-143775

nsulator Dead-End  ANS! raling (LBSY:
Jwning Compony:

25000

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET Syatem
Line Data Sheet

Work Order Dalte:

1592

SIR. 29

STR. 56

a0

56

27

3.43

2WCCLI () -
12/05/1975
CHAMPAIGN
2156 ACSR 84/19
20000

125

12/05/1975
12/05/1975
12X0.1Y OPGW 1
5950
06/01/1995

650

8 143756

15000

16- 143775
25000

Footnotes: #1 THT AW SOUTH SHIELD WIRE INSTALLED 12/5/75 TENSION 5100

#2 SEE DRAWINGS CE-1592-84.18-1 TO 11,

#3 NO STH'S, BETWEEN STR. 64 AND STR, 68,

#4 TENSION REDUGED TO 13,000# BETWEEN STR. 118 & 121, -

" 7#7 AW SOUTH SHIELD WIRE INSTALLED 11/3/76 TENSION 5100

L] 77 AW SOUTH SHIEL.D WIRE INSTALLED 6/1/95 TENSION 4950

1592

STR. 56

SR, 59
57

59

3

0.21

1TWC CLH2Z ()
11/03/1976
CHAMPAIGN
2156 ACSR B4/19
000

125

11/03/1976
11/03/1976
12X0.11 OPGW
3900

06/01 /1995
300

8-143756
15000

8- 143775
25000

Pagea:
Date Approved:

Status: Record
KV Rating: 138.0

1592

SIR, 59

STR. 64

60

64

5

041

STEEL POLE (4) #2
06/01/1987
CHAMPAIGN
T2 954 ACSR
15000

125
060171987
06/01/1987
12XG6.11 OPGW
4960
06/01/1995
550

10 -143756
15000
10-143775
25000

1




Date Printec:  7/15/98
Time Printed: 11:13:54 AM
LINEDATA.QRP

Line Number: 1592

Work Order:
Description: RISING - NORTH CHAMPAIGN - 138KV LINE - 1582
1592

Runs From: SR, 64
Runs To: S8R 115
Structure # - First: 68 N3
Structure # - Last: 115
Number of Structures: : 47
Distance In Miles: 2N
Structure Conflguration: 1WC CLH2(D)
Date In Service: 11/03/1976
Service Areq: CHAMPAIGN
Conductor - Size: 2156 ACSR 84119
Conductor - Tenslor: 2000
Conductor - Temperoture *C: . 125
Conductor - Clecfance Date: 11/03/1976
Conductor - Date In Service: 11/03/1974

Shield Wire - Size: 12X 011 OPGW

Shleld Wire - Tension; 3900
Shigid Wire - Date In Service: 06/01/1995
Rufing Span - Feet: 300

insulator Tangent No, MFR. & catne.:  8-143756
Insudator Tangent ANSrating (1L83S): 16000
Insulator Dead-End No, MFR, & catno 8- 143775
Insutator Dead-End ANS| rating (LBS): 25000
Owning Company;

Fooinotes:

ILLINDIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Ordez Date:

1592

SIR. 115

N, CHAMPAIGN SUB.
s .
122

7

0.56

2WCCL1 (@)
11/03/1976
CHAMPAIGN
2156 ACSR 84119
20000 #4

125

1170311976
11/03/1974
12X0.11 OPGW #5
5100

06/01/1995

540

8-143756

15000

16 - 143775
25000

Status:
KV Rating:

15924

SR, 29
MAHOMET PARK HiLL SUB.
330

N9

12

155

2WCCL1 &3 ()
07/28/1951
CHAMPAIGN

477 ACSR 30/7
9000

125

06/01/1971
07/28/1951

12X 011 CPGW #6
6200

06/01/1995

640

10-143756

15000

20- 143756
15000

Page: 2

Data Approvad:

Record
138.0
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Date Printad: 7/15/08. ILLINOIS POWER COMPANY
Time Printed: 14:14:10 AM ON-LINE LINE DATA SHEET System
LINEDATA.QRP Line Data Sheat
Line Number: 1598
Work Ordoer: Work Order Date:
Description: SOUTH BLOOMINGTON - BROKAW - 138KV LINE - 1598
1596 1596
uns From; S. BLOOMINGTON SR 19
tuns To: STR. 19 STATE FARM SUB,
itructure # - Flrst: 20
tructure # - Lost: 23
Jdumber of Structures: 20 4
Jistance In Miles: 1.33 0.4
structure Configuration: BLAW KNOX (1) #1 TUBULAR STEEL (2)
Jate In Service: 07/28/1951 N 04/01/1992
jarvice Areq: BLOOMINGTON BLOOMINGTON
Sonductor - Size: 1272 ACSR 45/7 T-2 795 ACSR 4517
Zonductor - Tenslon: 13000 12000
Zonductor - Tamperature *C: 125 125
Zonductor - Claarance Date: 10/21/1976 04/01/71992
Zonductor - Date in Service: as17/18n 04/01/1992
Shield Wire - Size: THT AW TR AW
Shield Wire - Tenslon: 4000 4500
Shield Wire - Date In Service: 04/01/19%92 04/01/1992
Ruling Spon - Feet: 400 450
insulator Tangent No. MFR, & cat no.:  0-PINCO L1060 10-143775
insulator Tongent ANS! rating (LBS): 15000 25000
insulator Deod-End No, MFR. & catne  10- 143780 12143775
Insulator Deoad-End ANSI rating (LBS): 36000 25000

Cwning Company:

Foolnotes: #1

1596

STATE FARM 5UB,
STR. 31

24

31

8

0.69

"TUBUILAR STEEL (2)

04/01/1992
BLOOMINGTON
-2 795 ACSR 45/7
12000

126

04/01/1992
04/01/1992

787 AW

4500
04/01/1992

450

10-143775
25000
12-143775
26000

Page: 1
Date Approved:

Record
138.0

1594
STR.3N
STR. 44

13

1.49

2WCCLI &3
0772811951 ’
BLOOMINGTON
1272 ACSR 45{7
13000

125

10/21/1975
0BN71971
5/16" C STEEL
4480
07/28/195%

650

8 -PINCC L1060

DWG. FOR TWR P 61373 (882- 422) KNOX LATTILE STEEL STRUCTURES 2, 4, 8, 8, 10, 12, 16, 18. VALMONT TUBULAR STEEL STRUCTURES 3,5, 7,
8, 11,13, 14, 15,17, 19,




Dale Printed: 7/15/98
Time Printad: 11:14:10 AM
LINEDATA.QRP

Line Number: 1508
Work Order:

ILLINOIS POWER COMPANY
ON-LINE LINE DATA SHEET System
Line Data Sheet

Work Order Data:

Description: SQUTH BLOOMINGTON - BROKAW - 138KV LINE - 1596

Runs From;

Runs To:

Structure ¥ - First:

Structire ¥ - Last:

Number of Structures:

Distance in Miles:

Structure Configuration:

Date In Service:

Service Areq:

Conductor - Slze:

Conductor - Tenslon:

Conductor - Ternperature *C:
Conductor - Clagrance Date;
Conductor - Date In Service:

Shleld Wire - Size:

Shietd Wire - Tension:

Shield Wire - Date in Service:

Ruling Spon - Feet:

Insulator Tongent No. MFR. & cat no..
insulator Tangent ANSI rating (LBS):

Insulator Dead-End No. MFR, & cal no

Insulator Dead-End ANSI rating (LBS):
Owning Company:

Foolnotes:

1595
STR. 44

STR. 54

45

54

10

0.61

1 WC CL2/0(4)
08/17/1971
BLOOMINGTON
1272 ACSR 45/7
7500

125

1012111975
08/17/1971

306 AW

2890
08/17/1971

350

8 -143756
15000
8-143775
25000

1596

STR. 54
BROKAW SUB,
55

73

19

1.10

1 WC CL2/0(5)
08/17/1971
BLOOMINGTON
1272 ACSR 45/7
7500

125

10/21/1975
08/17/1971

346 AW

2890
08/17/1971

350

8-143756
15000

8- 143775
25000

Status:
KV Rating:

Page: 2
Date Approved:;

Record
138.0




